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ARCHITECT
K.A. OLDHAM DESIGN, INC.
14 EAST WASHINGTON ST.
NEWNAN, GA 30263
PHONE: 770.683.9170
FAX: 770.683.9171
CONTACT: KIP OLDHAM

KOLDHAM@KAOD.COM
LYNDA ALEXANDER
LALEXANDER@KAOD.COM

OWNER
FAYETTE COUNTY
340 HEWELL ROAD
JONESBORO, GA 30238
PHONE: 770.305.5100
CONTACT: STEVE RAPSON  

SRAPSON@FAYETTECOUNTYGA.GOV

PROJECT SITE

NORTH

JONESBORO, GA 30238
340 HEWELL ROAD

FAYETTE COUNTY TRAINING FACILITY

REUSE RENOVATION
BUILDING DEPARTMENT

CODE SUMMARY

APPLICABLE CODES AND REGULATIONS
BUILDING 2012 INTERNATIONAL BUILDING CODE W/ GA AMENDMENTS
MECHANICAL 2012 INTERNATIONAL MECHANICAL CODE W/ GA AMENDMENTS
PLUMBING 2012 INTERNATIONAL PLUMBING CODE W/ GA AMENDMENTS
ELECTRICAL 2011 NATIONAL ELECTRICAL CODE W/ GA AMENDMENTS
FIRE 2012 INTERNATIONAL FIRE CODE W/ GA AMENDMENTS
GAS 2012 INTERNATIONAL FUEL GAS CODE W/ GA AMENDMENTS
ENERGY 2009 INTERNATIONAL ENERGY CONSERVATION CODE W/ GA AMENDMENTS

2012 NFPA 101: LIFE SAFETY CODE
2010 ADA STANDARDS FOR ACCESSIBLE DESIGN

OCCUPANCY CLASSIFICATION
OCCUPANCY GROUPS: MIXED OCCUPANCY - WITHIN EXISTING BUILDING [NFPA 101]

BUSINESS (B) ; ASSEMBLY (A-3)

CONSTRUCTION TYPE: IIIB
NON - SPRINKLERED (NOT REQUIRED IBC 903.2.1.3)
PRE-MANUFACTURED STEEL STRUCTURE

CONSTRUCTION CLASSIFICATION  (IBC TABLE 601)

FIRE RESISTANCE RATINGS - TYPE IIIB (IBC TABLE 601)
STRUCTURAL FRAME: 0 HOURS
BEARING WALLS - EXTERIOR: 2 HOURS
BEARING WALLS - INTERIOR: 0 HOURS
FLOOR CONSTRUCTION: 0 HOURS
ROOF CONSTRUCTION: 0 HOURS

EGRESS REQUIREMENTS
EGRESS WIDTH FACTOR (NFPA 101 TABLE 7.3.3.1): LEVEL COMPONENTS = .2" PER PERSON

EGRESS WIDTH REQUIRED = 52" (36" MIN.)
EGRESS WIDTH PROVIDED = 36" MIN. FOR ALL 

DOORS & HALLWAYS

STAIRS = .3" PER PERSON

EGRESS WIDTH REQUIRED = 78" (36" MIN.)
EGRESS WIDTH PROVIDED = 48" x 3 SETS OF STAIRS

TRAVEL DISTANCE (IBC TABLE 1016.2): 200'-0"
COMMON PATH OF EGRESS TRAVEL (IBC 1014.3): 75'-0"
DEAD-END CORRIDOR (IBC 1018.4): 20'-0"
NUMBER OF EXITS (IBC 1021): EXITS REQUIRED = 2 

EXITS PROVIDED = 4

MINIMUM EXIT SEPARATION DISTANCE : 65'-6"
(NFPA 101 7.5.1.3.2-3)

ELEVATOR EXEMPTION PER ADA 2010: SUBPART D OF 28CFR PART 36 (SECTION 36.404)

*PER 2012 IPC SECTION 410 - UP TO 50% SUBSTITUTION BY BOTTLE WATER DISPENSERS SHALL BE
PERMITTED.  THE REMAINING 50% OF DRINKING FOUNTAINS WILL BE PROVIDED BY THE TENANT.

PROVIDED

FAYETTE COUNTY BUILDING PERMITS & INSPECTIONS DEPARTMENT
140 STONEWALL AVE WEST SUITE 201
FAYETTEVILLE, GA 30214
770.305.5403

ALLOWABLE AREA
AREA ALLOWED: 17,500 PER STORY (IBC 2012 TABLE 503)

EXISTING AREA: 15,709 SF (NO CHANGE) (1ST FLR - 8,059 SF; BASEMENT - 7,650 SF)

ALLOWABLE HEIGHT
HEIGHT ALLOWED: 2 STORY

55'-0" MAXIMUM BUILDING HEIGHT
HEIGHT PROVIDED: 2 STORY

55'-0" MAXIMUM BUILDING HEIGHT

BUILDING OCCUPANT SUMMARY (FOR LIFE SAFETY/EGRESS)
SPACE AREA (SF) OCC. LOADOCC. LOAD FACTOR

TOTAL PERSONS 260
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A001 DEMOLITION PLANS
A100 FIRST FLOOR LIFE SAFETY PLAN

A103 BASEMENT FLOOR PLAN

A201 EXTERIOR BUILDING ELEVATIONS

A106 PLUMBING PLAN DETAILS

PLUMBING FIXTURE - B OCCUPANCY

MEN
(50% - 47)

WOMEN
(50% - 46)OCCUPANT

LOAD =
93 PEOPLE W/C LAV. LAV.W/C DRINKING

FOUNTAIN

REQUIRED

PLUMBING FIXTURE REQUIREMENTS (PER IPC TABLE 403.1)

UNISEX

SERVICE
SINK

LAV.W/C

--2 1 1

TOTAL REQUIRED 3

3

--

BUSINESS 100 SF/PERSON9,341 93

MECHANICAL
GEORGE ENGINEERING ASSOCIATES, LLC
405 MILLARD FARMER ROAD SUITE B
NEWNAN, GA 30263
PHONE: 770.252.4669
CONTACT: MARTIN S. GEORGE, PE

MSG@GEA-LLC.COM

ELECTRICAL
MADDOX GROUP INC.
9309 SEMINOLE ROAD
JONESBORO, GA 30236
PHONE: 770.471.9076
CONTACT: ROBERT M. MADDOX, P.E.

MADDOXGROUP@COMCAST.NET

A301 BUILDING SECTIONS

A401 FINISH PLANS

A105 BASEMENT REFLECTED CEILING PLAN

A107 PLUMBING & MILLWORK DETAILS

A402 FINISH SCHEDULES AND LEGEND

A202 EXTERIOR BUILDING ELEVATIONS

1 2 2

2 4 3 2 2

A101 BASEMENT LIFE SAFETY PLAN
A102 FIRST FLOOR PLAN

A104 FIRST FLOOR REFLECTED CEILING PLAN

1 15 6 5 2 2

ASSEMBLY A-3 15 SF/PERSON2,511 167

PLUMBING FIXTURE - A-3 OCCUPANCY

MEN
(50% - 84)

WOMEN
(50% - 83)OCCUPANT

LOAD =
167 PEOPLE W/C LAV. LAV.W/C DRINKING

FOUNTAIN

REQUIRED

UNISEX

SERVICE
SINK

LAV.W/C

--1 1 11 2 1

ACT ACOUSTICAL CEILING TILE
ADA AMERICAN DISABILITIES ACT
AFF ABOVE FINISH FLOOR
ALUM ALUMINUM
ASST ASSISTANT
AUTO AUTOMATIC

BLDG BUILDING
BM BEAM
BO BOTTOM OF
BOT BOTTOM OF TRUSS

CJ CONTROL JOINT
CL CENTERLINE
CLG CEILING
CLO CLOSET
CLR CLEAR
COL COLUMN
CONC CONCRETE
CONF CONFERENCE
CONT CONTINUOUS
CORR CORRIDOR
COORD COORDINATE
CMU CONCRETE MASONRY UNIT

DBL DOUBLE
DIA DIAMETER
DIM DIMENSION
DS DOWNSPOUT
DWG DRAWING

EA EACH
ELEC ELECTRIC(AL)
ELEV ELEVATION
EOS EDGE OF SLAB
EQ EQUAL
EW EACH WAY
EXIST EXISTING
EXP EXPOSED
EXP JT EXPANSION JOINT
EXT EXTERIOR

FDC FIRE DEPARTMENT CONNECTION
FD FLOOR DRAIN
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FFE FINISH FLOOR ELEVATION
FFW FINISH FACE OF WALL
FLR FLOOR
FRP FIBERGLASS REINFORCED PANEL
FRT FIRE RETARDENT TREATED
FOB FACE OF BRICK

GA GAUGE
GALV GALVANIZED
GC GENERAL CONTRACTOR
GWB GYSPUM WALL BOARD

HCP HANDICAPPED
HM HOLLOW METAL

INSUL INSULATION
INT INTERIOR

JBE JOIST BEARING ELEVATION
JT JOINT

LAV LAVATORY

MAX MAXIMUM
MECH MECHANICAL
MFR MANUFACTURER
MIN MINIMUM
MTL METAL

NA NOT APPLICABLE
NFWH NON-FREEZE WALL HYDRANT
NIC NOT IN CONTRACT
NOM NOMINAL
NTS NOT TO SCALE

OC ON CENTER
OPP OPPOSITE
OPT OPTION (AL)
ORD OVERFLOW ROOF DRAIN

PLAM PLASTIC LAMINATE
PL PLATE
PLY PLYWOOD
PT PRESSURE TREATED
PTD PAINTED

RD ROOF DRAIN
REQ REQUIRED
REINF REINFORCED
RO ROUGH OPENING

SAB SOUND ATTENUATION BATTS
SCW SOLID CORE WOOD
SIM SIMILAR
SOG SLAB ON GRADE
STN STAIN
STO STORAGE
STRUCT STRUCTURAL

TO TOP OF
TYP TYPICAL

UNO UNLESS NOTED OTHERWISE

VERT VERTICAL
VIF VERIFY IN FIELD

WD WOOD
WWF WELDED WIRE FABRIC

DATE PRINTED NAME SIGNATURE

13JAN2015 STEVE RAPSON APPROVED VIA EMAIL ON FILE

12JAN2015 MICHELLE WALKER APPROVED VIA EMAIL ON FILE

TOM BARTLETT

01.07.2015 FOR APPROVAL
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A108 DOOR SCHEDULE & DETAILS

1' - 0"

1' - 0"

DIMENSION LINE -
FROM FACE OF STUD
TO FACE OF STUD

DIMENSION LINE -
FROM FACE OF STUD
TO CENTERLINE OF COLUMN
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A403 LIBRARY, LOBBY, RECEPTION INTERIOR ELEVATIONS
A404 DINING INTERIOR ELEVATIONS
A405 DINING & UNISEX INTERIOR ELEVATIONS
A406 KITCHEN & WORK/SUPPLY INTERIOR ELEVATIONS
A407 WOMEN'S RESTROOM 110 INTERIOR ELEVATIONS

1
A310

SCALE: 1/8"=1'-0"1 DRAWING
DRAWING TITLE

DETAIL/CALL-OUT SYMBOL

2
A4.01

SECTION SYMBOL

DETAIL NUMBER

SHEET NUMBER

DETAIL NUMBER

SHEET NUMBER

A    10'-6" CEILING TAG
CEILING HEIGHT, A.F.F.

CEILING TYPE

1

A

COLUMN GRID

CHILDRENS
110

FINISH FLOOR
0'-0"

ELEVATION TAG

HEIGHT, A.F.F.

ROOM NUMBER

ROOM NAME

ROOM TAG

1" CHANGE IN
ELEVATION

DETAIL NUMBER

A4.01
2

SHEET NUMBER

EXTERIOR ELEVATION

INTERIOR
ELEVATION

113 DOOR TAG

A WINDOW TYPE

SPOT ELEVATION0'-0"

A WALL TYPE

1 REVISION TAG

1 KEYNOTE TAG

1

2A4.01

C RR ACCESSORY TAG

02.23.2015 90% REVIEW SET

A408 MENS RESTROOM 108 INTERIOR ELEVATIONS
A409 MEN'S SHOWER/LOCKER RM 207 INTERIOR ELEVATIONS
A410 WOMEN'S SHOWER/LOCKER RM 208 INTERIOR ELEVATIONS

A302 WALL SECTIONS

A304 STAIR SECTIONS

MECHANICAL
M101 HVAC SPECIFICATIONS
M102 HVAC DETAILS & SCHEDULES
M201 FIRST FLOOR & MEZZANINE PLANS- HVAC

A303 SECTIONS & DETAILS

M202 BASEMENT PLAN- HVAC

ELECTRICAL
E-0.1 ELECTRICAL CRITERIA
E-0.2 ELECTRICAL RISER & SCHEDULES
E-0.3 ELECTRICAL SCHEDULES
E-1.1 ELECTRICAL PLAN 1ST LEVEL
E-1.2 ELECTRICAL PLAN 2ND LEVEL
E-2.1 LIGHTING PLAN 1ST LEVEL
E-2.2 LIGHTING PLAN 2ND LEVEL
E-3.0 FIRE ALARM CRITERIA DETAILS
E-3.1 FIRE ALARM PLAN 1ST LEVEL
E-3.2 FIRE ALARM PLAN 2ND LEVEL

PLUMBING
P101 PLUMBING DETAILS & SCHEDULES
P201 FIRST FLOOR PLAN - SANITARY PIPING
P202 BASEMENT PLAN - SANITARY PIPING
P203 FIRST FLOOR PLAN - WATER PIPING
P204 BASEMENT PLAN - WATER PIPING

08.10.2015 95% REVIEW SET
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A411 CONFERENCE ROOM INTERIOR ELEVATIONS
A412 MEDICAL SIMULATION INTERIOR ELEVATIONS
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REMOVE TOILET
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REMOVE
CARPET

REMOVE
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TOILET
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VERIFY WIDTH NEEDED TO REMOVE ALL OF
PREVIOUS OWNERS LOGO; COORDINATE
WITH NEW STOREFRONT

REPLACE WITH
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WINOW
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STOREFRONT
WINOW

REPLACE WITH
STOREFRONT
WINOW

REMOVE ALL
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FLOORING
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TILE & FIXTURES

OVERHEAD GAS HEATER
TO BE REMOVED &
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REMOVE RANGE HOOD TO BE RE-PURPOSED
AT ANOTHER COUNTY PROJECT LOCATION
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DEMOLITION PLANS
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DEMOLISH HATCHED AREAS AS NOTED

DEMOLITION LEGEND

DEMOLITION NOTES
1. DEMOLITION WORK SHOWN IS ASSUMED TO BE CORRECT BASED
ON EXISTING DRAWINGS AND INSPECTIONS.  REFERENCE WAS GIVEN TO
SHOW AS MANY SURVEYED ITEMS AS POSSIBLE TO ASSIST THE GC IN
UNDERSTANDING THE DEMOLITION SCOPE.  DEMOLITION DRAWINGS ARE
NOT INTENDED TO REFLECT ALL EXISTING CONDITIONS.  THE GC SHALL
FIELD VERIFY ALL EXISTING CONDITIONS AND IS RESPONSIBLE FOR
PERFORMING THE INDICATED DEMOLITION WORK EVEN IF ACTUAL
CONDITIONS DIFFER FROM WORK SHOWN ON DRAWINGS.

2. ALL DEMOLITION WORK SHALL BE COORDINATED IN SUCH A WAY
AS NOT TO DISRUPT ONGOING OPERATION OF EXISTING FACILITIES.  IF
CIRCUMSTANCES REQUIRE ANY DISRUPTION OF EXISTING SERVICES,
NOTIFICATION SHALL BE GIVEN TO THE OWNER.

3. RELAY ALL CONFLICTS DETERMINED DURING THE COURSE OF
BIDDING AND CONSTRUCTION IMMEDIATELY TO THE ARCHITECT IN
WRITING.

4. ASBESTOS/HAZARDOUS MATERIALS:  REFER TO SPECIFICATIONS FOR
EXTENT OF HAZARDOUS MATERIAL ABATEMENT PROCEDURES AND
REQUIREMENTS.  IF DURING THE COURSE OF DEMOLITION, QUESTIONS
ARISE REGARDING THE POSSIBLE PRESENCE OF UNKNOWN HAZARDOUS
MATERIALS, THE GC SHALL IMMEDIATELY NOTIFY THE ARCHITECT IN
WRITING.

5. VERIFY ALL PLUMBING INVERTS AND ALL EXISTING UTILITY
LOCATIONS PRIOR TO THE START OF DEMOLITION, INCLUDING
UNDERGROUND AND OVERHEAD LINES.  UTILITIES MAY REQUIRE
RELOCATION TO AVOID CONFLICT WITH NEW CONSTRUCTION.

6. ANY UTILITY SYSTEMS REQUIRED TO REMAIN ACTIVE DURING THE
COURSE OF NEW WORK SHALL REMAIN ACTIVE.  IF CIRCUMSTANCES
REQUIRE THE TEMPORARY INTERRUPTION OF ANY UTILITIES, THE GC SHALL
NOTIFY, COORDINATE, AND RECEIVE PRIOR PERMISSION BEFORE ANY
SHUTDOWN OF SERVICES.

7. REFER TO DRAWINGS FOR INDICATION OF EXISTING DATA DEVICES
AND EQUIPMENT TO BE COORDINATED WITH OWNER PRIOR TO
DEMOLITION.

8. UNLESS OTHERWISE NOTED, DOORS SCHEDULED TO BE REMOVED
SHALL INCLUDE THE DOOR, FRAME, AND HARDWARE.

9. COMPLETELY REMOVE INDICATED PARTITIONS FROM FLOOR TO
ROOF STRUCTURE ABOVE, INCLUDING BASE, FASTENERS, GROUTS,
SEALANTS, ETC. UNLESS NOTED OTHERWISE.

10. PROTECT ALL WALLS, CEILINGS, FLOORS, AND STRUCTURAL
COMPONENTS TO REMAIN FROM DAMAGE DURING DEMOLITION.  GC
SHALL REPLACE ANY ITEMS DAMAGED DURING CONSTRUCTION TO A
FINISH AND MATERIAL QUALITY NOT LESS THAN EXISTING ADJACENT
REMAINING WORK.

11. PRIOR TO CUTTING, DRILLING, OR AFFECTING ANY EXISTING
STRUCTURAL MEMBERS NOT INDICATED, GC SHALL SUBMIT NOTIFICATION
TO THE ARCHITECT/ENGINEER SPECIFYING LOCATION AND REQUESTING
CONSENT TO PROCEED WITH THE CUTTING OR DRILLING.

12. PROVIDE TEMPORARY PROTECTION AS NECESSARY TO SEAL
BUILDING FROM THE ELEMENTS AND MAINTAIN BUILDING SECURITY WHERE
DEMOLITION IS INDICATED.  NOTIFY THE ARCHITECT IN WRITING IN
CERTAIN CONDITIONS  REQUIRE EXISTING ELEMENTS TO REMAIN EXPOSED
FOR LONG PERIODS OF TIME.

13. ALL MATERIAL SHOWN TO BE DEMOLISHED SHALL BE REMOVE
FROM THE SITE AND DISPOSED OF OFF-SITE IN A TIMELY MANNER.  GC
SHALL NOT STOCKPILE DEMOLISHED MATERIALS ON SITE.

14. THE OWNER RESERVES THE RIGHT TO  SALVAGE ANY ITEM WHETHER
SHOWN ON DEMOLITION DRAWINGS OR NOT.  AREAS TO BE DEMOLISHED
SHALL BE SURVEYED BY THE OWNER AND THE OWNER SHALL SUPPLY A
WRITTEN LIST OF ITEMS FOR SALVAGE NOT ALREADY SHOWN ON THE
CONSTRUCTION DRAWINGS.  THE GC SHALL BE RESPONSIBLE FOR THE
REMOVAL, COLLECTION, AND SEPARATION AS REQUIRED FOR
SALVAGING, AND SHALL STORE ITEMS IN LOCATIONS AS DIRECTED BY THE
OWNER.

15. GC IS RESPONSIBLE FOR ALL SHORING AND BRACING NECESSARY
TO MAINTAIN STRUCTURAL INTEGRITY.

16. REMOVE ALL FLOORING UNLESS OTHERWISE NOTED.

DEMOLISH HATCHED WALLS AS NOTED

REMOVE DOOR & RELATED COMPONENTS

BASEMENT FLOOR DEMOLITION PLAN2 SCALE: 1/8"=1'-0"

FIRST FLOOR DEMOLITION PLAN1 SCALE: 1/8"=1'-0"

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL
02.23.2015 90% REVIEW SET
08.10.2015 95% REVIEW SET
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FIRST FLOOR LIFE SAFETY PLAN1 SCALE: 1/8"=1'-0"

OCCUPANCY GROUPS:

MIXED OCCUPANCY -
BUSINESS (B); ASSEMBLY (A-3) WITHIN EXISTING BUILDING [NFPA 101]

OCCUPANCY CLASSIFICATION

EGRESS REQUIREMENTS

EGRESS WIDTH FACTOR (NFPA 101 TABLE 7.3.3.1):

LEVEL COMPONENTS = 0.2" PER PERSON
EGRESS WIDTH REQUIRED = 52" (36" MIN.)
EGRESS WIDTH PROVIDED = 36" MIN. FOR ALL 

DOORS & HALLWAYS

STAIRS = 0.3" PER PERSON
EGRESS WIDTH REQUIRED = 78" (36" MIN.)
EGRESS WIDTH PROVIDED = 48" x 3 SETS OF STAIRS

TRAVEL DISTANCE (IBC TABLE 1016.2): 200'-0"
COMMON PATH OF EGRESS TRAVEL (IBC 1014.3): 75'-0"
DEAD-END CORRIDOR (IBC 1018.4): 20'-0"

NUMBER OF EXITS (IBC 1021):
EXITS REQUIRED = 2 
EXITS PROVIDED = 4

MINIMUM EXIT SEPARATION DISTANCE
(NFPA 101 7.5.1.3.2-3): 65'-6"

ELEVATOR EXEMPTION PER ADA 2010 : SUBPART D OF 28CFR PART 36
(SECTION 36.404)

LIFE SAFETY NOTES
1. PROVIDE (1) FIRE EXTINGUISHER PER 3000 SF OF OCCUPIABLE
SPACE OR MAXIMUM 75'-0" OF TRAVEL.  REFER TO PLANS FOR
LOCATIONS MARKED F.E.C.  FINAL LOCATIONS TO BE VERIFIED BY
LOCAL FIRE INSPECTOR.

2. REFER TO SPECIFICATIONS FOR DETAILED INFORMATION ON FIRE
EXTINGUISHERS.

3. TOP OF FIRE EXTINGUISHER MOUNT SHALL BE 4'-8" A.F.F.

4. STAIR 1 IS NOT REQUIRED AS AN EMERGENCY STAIR; FOR
CONVENIENCE ONLY.

5. EMERGENCY LIGHTING REQUIRED IN ALL RESTROOM; SEE
ELECTRICAL PLANS FOR LOCATIONS

LIFE SAFETY LEGEND
EGRESS PATH

F.E.C. FIRE EXTINGUSHER CABINET

1 HR FIRE RATED WALLS

EMERGENCY EXIT LIGHT

2 HR FIRE RATED WALLS

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL

FIRE EXTINGUISHER CABINET

02.23.2015 90% REVIEW SET
08.10.2015 95% REVIEW SET
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BASEMENT FLOOR LIFE SAFETY PLAN1 SCALE: 1/8"=1'-0"

OCCUPANCY CLASSIFICATION

EGRESS REQUIREMENTS

LIFE SAFETY NOTES
1. PROVIDE (1) FIRE EXTINGUISHER PER 3000 SF OF OCCUPIABLE
SPACE OR MAXIMUM 75'-0" OF TRAVEL.  REFER TO PLANS FOR
LOCATIONS MARKED F.E.C.  FINAL LOCATIONS TO BE VERIFIED BY
LOCAL FIRE INSPECTOR.

2. REFER TO SPECIFICATIONS FOR DETAILED INFORMATION ON FIRE
EXTINGUISHERS.

3. TOP OF FIRE EXTINGUISHER MOUNT SHALL BE 4'-8" A.F.F.

4. STAIR 1 IS NOT REQUIRED AS AN EMERGENCY STAIR; FOR
CONVENIENCE ONLY.

5. EMERGENCY LIGHTING REQUIRED IN ALL RESTROOM; SEE
ELECTRICAL PLANS FOR LOCATIONS

LIFE SAFETY LEGEND
EGRESS PATH

F.E.C. FIRE EXTINGUSHER CABINET

1 HR FIRE RATED WALLS

EMERGENCY EXIT LIGHT

2 HR FIRE RATED WALLS

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL

FIRE EXTINGUISHER CABINET

OCCUPANCY GROUPS:

MIXED OCCUPANCY -
BUSINESS (B); ASSEMBLY (A-3) WITHIN EXISTING BUILDING [NFPA 101]

EGRESS WIDTH FACTOR (NFPA 101 TABLE 7.3.3.1):

LEVEL COMPONENTS = 0.2" PER PERSON
EGRESS WIDTH REQUIRED = 52" (36" MIN.)
EGRESS WIDTH PROVIDED = 36" MIN. FOR ALL 

DOORS & HALLWAYS

STAIRS = 0.3" PER PERSON
EGRESS WIDTH REQUIRED = 78" (36" MIN.)
EGRESS WIDTH PROVIDED = 48" x 3 SETS OF STAIRS

TRAVEL DISTANCE (IBC TABLE 1016.2): 200'-0"
COMMON PATH OF EGRESS TRAVEL (IBC 1014.3): 75'-0"
DEAD-END CORRIDOR (IBC 1018.4): 20'-0"

NUMBER OF EXITS (IBC 1021):
EXITS REQUIRED = 2 
EXITS PROVIDED = 4

MINIMUM EXIT SEPARATION DISTANCE
(NFPA 101 7.5.1.3.2-3): 65'-6"

ELEVATOR EXEMPTION PER ADA 2010 : SUBPART D OF 28CFR PART 36
(SECTION 36.404)

02.23.2015 90% REVIEW SET
08.10.2015 95% REVIEW SET
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FIRST FLOOR PLAN1 SCALE: 1/8"=1'-0"

FLOOR PLAN NOTES
1. DIMENSIONS SHOWN ARE TO FACE OF STUDS AND CENTERLINE OF
COLUMNS.  NOTED CLEAR DIMENSIONS ARE TO FINISHED FACE OF WALLS
(FFW).

2. DOORS NOT LOCATED BY DIMENSION ON PLANS SHALL BE 6"
FROM FACE OF ADJOINING PARTITION TO HINGE EDGE OF DOOR
OPENING.  VERIFY DOORS WILL HAVE 18" CLEAR ON THE PULL SIDE, AND
12" CLEAR ON THE PUSH SIDE PER ADA REQUIREMENTS.  NOTIFY
ARCHITECT IF REQUIRED CLEARANCES ARE NOT AVAILABLE.

3. CONTRACTOR TO LAYOUT ALL WALL LOCATIONS AND OPENINGS
TO DISCOVER ANY CONFLICTS FOR RESOLUTION WITH THE ARCHITECT
PRIOR TO STARTING WALL CONSTRUCTION. FIELD VERIFY ALL
DIMENSIONS.

4. PROVIDE ALL NECESSARY WOOD BLOCKING IN FRAMING
LOCATIONS AT ALL WALL HUNG FURNITURE AND EQUIPMENT TO INCLUDE,
BUT NOT LIMITED TO, WALL MOUNTED DOOR STOPS, GRAB BARS,
HANDRAILS, CASEWORK, MARKERBOARDS, AND ALL RESTROOM
ACCESSORIES.

5. NEW OFFICE WINDOWS ARE CENTERED WITHIN EACH SPACE
UNLESS DIMENSIONED OTHERWISE.

6. PROVIDE 4" CONCRETE PAD ON COMPACTED FILL FOR ALL
OUTDOOR MECHANICAL UNITS.  PAD SHALL EXTEND 6" MIN. BEYOND
EACH EDGE OF THE OVERALL EQUIPMENT LAYOUT.

7. SLOPE FLOOR AT THE ROOMS INDICATED WITH FLOOR DRAINS.
COORDINATE GROUT JOINTS WITH FLOOR DRAIN LOCATIONS.

LEGEND
1 HR FIRE RATED WALLS

2 HR FIRE RATED WALLS

NEW WALLS; MATCH EXISTING CONSTRUCTION

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL

PARTITION SCHEDULE

02.23.2015 90% REVIEW SET

DETAIL @ EXISTING COLUMN2 SCALE: 1"=1'-0"

WRAPPED COLUMN DETAIL3 SCALE: 1"=1'-0"

MEZZANINE PLAN4 SCALE: 3/16"=1'-0"

08.10.2015 95% REVIEW SET
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FLOOR PLAN NOTES
1. DIMENSIONS SHOWN ARE TO FACE OF STUDS AND CENTERLINE OF
COLUMNS.  NOTED CLEAR DIMENSIONS ARE TO FINISHED FACE OF WALLS
(FFW).

2. DOORS NOT LOCATED BY DIMENSION ON PLANS SHALL BE 6"
FROM FACE OF ADJOINING PARTITION TO HINGE EDGE OF DOOR
OPENING.  VERIFY DOORS WILL HAVE 18" CLEAR ON THE PULL SIDE, AND
12" CLEAR ON THE PUSH SIDE PER ADA REQUIREMENTS.  NOTIFY
ARCHITECT IF REQUIRED CLEARANCES ARE NOT AVAILABLE.

3. CONTRACTOR TO LAYOUT ALL WALL LOCATIONS AND OPENINGS
TO DISCOVER ANY CONFLICTS FOR RESOLUTION WITH THE ARCHITECT
PRIOR TO STARTING WALL CONSTRUCTION. FIELD VERIFY ALL
DIMENSIONS.

4. PROVIDE ALL NECESSARY WOOD BLOCKING IN FRAMING
LOCATIONS AT ALL WALL HUNG FURNITURE AND EQUIPMENT TO INCLUDE,
BUT NOT LIMITED TO, WALL MOUNTED DOOR STOPS, GRAB BARS,
HANDRAILS, CASEWORK, MARKERBOARDS, AND ALL RESTROOM
ACCESSORIES.

5. PROVIDE 4" CONCRETE PAD ON COMPACTED FILL FOR ALL
OUTDOOR MECHANICAL UNITS.  PAD SHALL EXTEND 6" MIN. BEYOND
EACH EDGE OF THE OVERALL EQUIPMENT LAYOUT.

6. SLOPE FLOOR AT THE ROOMS INDICATED WITH FLOOR DRAINS.
COORDINATE GROUT JOINTS WITH FLOOR DRAIN LOCATIONS.

LEGEND
1 HR FIRE RATED WALLS

2 HR FIRE RATED WALLS

NEW WALLS; SEE WALL TYPES FOR
CONSTRUCTION

PARTITION SCHEDULE

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL
02.23.2015 90% REVIEW SET

PARTITION SCHEDULE

08.10.2015 95% REVIEW SET

BASEMENT FLOOR PLAN1 SCALE: 1/8"=1'-0"
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FIRST FLOOR REFLECTED CEILING PLAN1 SCALE: 1/8"=1'-0"

LIGHTING LEGEND

MATERIAL LEGEND

C

B

2X2 SUSPENDED ACOUSTICAL LAY-IN CEILINGA

DESCRIPTION

TAG

CEILING HEIGHT A.F.F.

CEILING TYPE

A    10'-6"

1
2" MOISTURE MOLD RESISTANT GWB

OPEN TO STRUCTURE

CEILING NOTES
1. SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR
ADDITIONAL INFORMATION.

2. LIGHTING AND HVAC COMPONENTS SHOWN IN CEILING PLAN
ARE FOR LOCATION AND DIMENSIONAL PURPOSES ONLY.  REFER TO
CONSULTANT DRAWINGS FOR FULL EXTENT.  NOTIFY ARCHITECT OF ANY
DISCREPANCIES BETWEEN ARCHITECTURAL AND ENGINEERED
DRAWINGS.

3. SEE ELECTRICAL DRAWINGS FOR LOCATIONS OF EXIT LIGHTING,
EMERGENCY LIGHTING, AND LIFE SAFETY SYSTEMS.

4. COORDINATE ALL CEILING OPENINGS WITH ELECTRICAL AND
MECHANICAL DRAWINGS.

5. DO NOT ATTACH PARTITION OR CEILING SYSTEMS TO PORTIONS
OF ANY MECHANICAL EQUIPMENT.  CONTRACTOR TO COORDINATE
LOCATIONS AND PROVIDE ALTERNATE BRACING IF CONFLICTS OCCUR.

6. COORDINATE HEIGHTS OF SUSPENDED LIGHTING, OR SUSPENDED
OR WALL MOUNTED HVAC COMPONENTS WITH ARCHITECT IF NOT
PROVIDED IN DRAWINGS.

7. UNLESS OTHERWISE NOTED OR DIMENSIONED, CEILING GRID
SHALL BE CENTERED WITHIN SPACES IN BOTH DIRECTIONS.

8. DIMENSIONS ARE TO FACE OF FINISHED SURFACE UNLESS NOTED
OTHERWISE.

9. CENTER CEILING MOUNTED EQUIPMENT AND LIGHTS IN ACT
PANEL UNLESS DIMENSIONED OR NOTED OTHERWISE.

10. SOUND BATT INSULATION CANNOT BE INSTALLED ABOVE CAN
LIGHT FIXTURES. ABOVE ALL CAN LIGHT FIXTURES THERE SHALL BE A 3"
CLEARANCE AROUND ALL CEILING CAN LIGHT FIXTURES INDICATED.

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL

6" LED RECESSED DOWNLIGHT

2x4 LAY-IN FLUORESCENT

DECORATIVE PENDANT

WALL MOUNTED SCONCE

P CEILING MOUNTED PROJECTOR (N.I.C.)

EMERGENCY EXIT SIGN

2x2 LAY-IN FLUORESCENT

4' WALL MOUNTED FLUORESCENT UP-LIGHT

CEILING MOUNTED EXHAUST FAN

EXTERIOR WALL MOUNTED SCONCE

DECORATIVE SURFACE MOUNTED FIXTURE

90% REVIEW SET02.23.2015

* SEE LIGHTING FIXTURE SCHEDULE FOR DETAILS

LINEAR WALL FLOUREESCENT

95% REVIEW SET08.10.2015

10x48 WITH BAFFLE LOUVER

7x39 SEMI-FLUSH CEILING MOUNT
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BASEMENT FLOOR REFLECTED CEILING PLAN1 SCALE: 1/8"=1'-0"

LIGHTING LEGEND

MATERIAL LEGEND

C

B

2X2 SUSPENDED ACOUSTICAL LAY-IN CEILINGA

DESCRIPTIONTAG

CEILING HEIGHT A.F.F.

CEILING TYPE

A    10'-6"

1
2" MOISTURE MOLD RESISTANT GWB

OPEN TO STRUCTURE; CEILING TO BE CLEANED
AND PAINTED PER FINISH SCHEDULE; CEILING
INSULATION/SOUND PROOFING TBD

CEILING NOTES
1. SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR
ADDITIONAL INFORMATION.

2. LIGHTING AND HVAC COMPONENTS SHOWN IN CEILING PLAN
ARE FOR LOCATION AND DIMENSIONAL PURPOSES ONLY.  REFER TO
CONSULTANT DRAWINGS FOR FULL EXTENT.  NOTIFY ARCHITECT OF ANY
DISCREPANCIES BETWEEN ARCHITECTURAL AND ENGINEERED
DRAWINGS.

3. SEE ELECTRICAL DRAWINGS FOR LOCATIONS OF EXIT LIGHTING,
EMERGENCY LIGHTING, AND LIFE SAFETY SYSTEMS.

4. COORDINATE ALL CEILING OPENINGS WITH ELECTRICAL AND
MECHANICAL DRAWINGS.

5. DO NOT ATTACH PARTITION OR CEILING SYSTEMS TO PORTIONS
OF ANY MECHANICAL EQUIPMENT.  CONTRACTOR TO COORDINATE
LOCATIONS AND PROVIDE ALTERNATE BRACING IF CONFLICTS OCCUR.

6. COORDINATE HEIGHTS OF SUSPENDED LIGHTING, OR SUSPENDED
OR WALL MOUNTED HVAC COMPONENTS WITH ARCHITECT IF NOT
PROVIDED IN DRAWINGS.

7. UNLESS OTHERWISE NOTED OR DIMENSIONED, CEILING GRID
SHALL BE CENTERED WITHIN SPACES IN BOTH DIRECTIONS.

8. DIMENSIONS ARE TO FACE OF FINISHED SURFACE UNLESS NOTED
OTHERWISE.

9. CENTER CEILING MOUNTED EQUIPMENT AND LIGHTS IN ACT
PANEL UNLESS DIMENSIONED OR NOTED OTHERWISE.

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL

90% REVIEW SET02.23.2015

6" LED RECESSED DOWNLIGHT

2x4 LAY-IN FLUORESCENT

DECORATIVE PENDANT

WALL MOUNTED SCONCE

P CEILING MOUNTED PROJECTOR (N.I.C.)

EMERGENCY EXIT SIGN

2x2 LAY-IN FLUORESCENT

4' WALL MOUNTED FLUORESCENT UP-LIGHT

CEILING MOUNTED EXHAUST FAN

EXTERIOR WALL MOUNTED SCONCE

DECORATIVE SURFACE MOUNTED FIXTURE

* SEE LIGHTING FIXTURE SCHEDULE FOR DETAILS

LINEAR WALL FLOUREESCENT

95% REVIEW SET08.10.2015

10x48 WITH BAFFLE LOUVER

7x39 SEMI-FLUSH CEILING MOUNT
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RESTROOM DETAIL PLAN2 SCALE: 1/2"=1'-0"

FLOOR PLAN NOTES
1. DIMENSIONS SHOWN ARE TO FACE OF STUDS AND CENTERLINE OF
COLUMNS.  NOTED CLEAR DIMENSIONS ARE TO FINISHED FACE OF WALLS
(FFW).

2. DOORS NOT LOCATED BY DIMENSION ON PLANS SHALL BE 6"
FROM FACE OF ADJOINING PARTITION TO HINGE EDGE OF DOOR
OPENING.  VERIFY DOORS WILL HAVE 18" CLEAR ON THE PULL SIDE, AND
12" CLEAR ON THE PUSH SIDE PER ADA REQUIREMENTS.  NOTIFY
ARCHITECT IF REQUIRED CLEARANCES ARE NOT AVAILABLE.

3. CONTRACTOR TO LAYOUT ALL WALL LOCATIONS AND OPENINGS
TO DISCOVER ANY CONFLICTS FOR RESOLUTION WITH THE ARCHITECT
PRIOR TO STARTING WALL CONSTRUCTION. FIELD VERIFY ALL
DIMENSIONS.

4. PROVIDE ALL NECESSARY WOOD BLOCKING IN FRAMING
LOCATIONS AT ALL WALL HUNG FURNITURE AND EQUIPMENT TO INCLUDE,
BUT NOT LIMITED TO, WALL MOUNTED DOOR STOPS, GRAB BARS,
HANDRAILS, CASEWORK, MARKERBOARDS, AND ALL RESTROOM
ACCESSORIES.

5. PROVIDE 4" CONCRETE PAD ON COMPACTED FILL FOR ALL
OUTDOOR MECHANICAL UNITS.  PAD SHALL EXTEND 6" MIN. BEYOND
EACH EDGE OF THE OVERALL EQUIPMENT LAYOUT.

6. SLOPE FLOOR AT THE ROOMS INDICATED WITH FLOOR DRAINS.
COORDINATE GROUT JOINTS WITH FLOOR DRAIN LOCATIONS.

LEGEND
1 HR FIRE RATED WALLS

2 HR FIRE RATED WALLS

NEW WALLS; MATCH EXISTING CONSTRUCTION

12.17.2014 FOR REVIEW

UNISEX RESTROOM DETAIL PLAN3 SCALE: 1/2"=1'-0"

BASEMENT RESTROOM DETAIL PLAN1 SCALE: 1/2"=1'-0"

01.07.2015 FOR APPROVAL

90% REVIEW SET02.23.2015
95% REVIEW SET08.10.2015



MANUFACTURER MODEL # DESCRIPTION
PLUMBING FIXTURE ACCESSORY LIST

AA
B
C
D
E

G
H

AMERICAN SPECIALTIES
AMERICAN SPECIALTIES

AMERICAN SPECIALTIES
AMERICAN SPECIALTIES

I
J
K

AMERICAN SPECIALTIES
AMERICAN SPECIALTIES

20650-B / 610

20030 ROVAL
20852 ROVAL

20477-SM ROVAL
3800-01 / 914

TEMPERED STAINLESS STEEL MIRROR (24" WIDTH X 36" HEIGHT)

SURFACE MOUNTED TWIN HIDE-A-ROLL TOILET TISSUE DISPENSER
SURFACE MOUNTED SANITARY WASTE RECEPTACLE

SURFACE MOUNTED SEAT COVER DISPENSER
36" GRAB BAR W/ CONCEALED FLANGE COVERS
42" GRAB BAR W/ CONCEALED FLANGE COVERS

20469 ROVAL RECESSED PAPER TOWEL DISPENSER & WASTE RECEPTCLE

L

0714 COAT HOOK

AMERICAN SPECIALTIES
AMERICAN SPECIALTIES 3800-01 / 1067

M
N

F

20333 ROVAL SURFACE MOUNTED SOAP DISPENSERAMERICAN SPECIALTIES

O
P

AMERICAN SPECIALTIES 9013 STAINLESS STEEL RECESSED BABY CHANGING STATION

SCRANTON PRODUCTS FLOOR MOUNTED WASHROOM PARTITIONS (COLOR: PARCHMENT; ORANGE PEEL)CLASSIC
ELKAY BI-LEVEL WATER COOLER - LEFT HIGHEZSTLDDLCRESTROOM DIRECT

1308-4 SHELF W/ UTILITY HOOKS AND MOP STRIPAMERICAN SPECIALTIES

DELTA DSS LINDEN SHOWER SYSTEM, BRILLIANCE STAINLESS1401SSFAUCET DIRECT
AMERICAN STANDARD 4005SSF FAIRBURY SINGLE CONTROL KITCHEN FAUCET WITH  PULL-OUT SPRAY/STAINLESS STEEL FINISH
AMERICAN STANDARD 15DB.332283.073 PREVOIR 33 3/8" DOUBLE BOWL 18 GAUGE STAINLESS STEEL KITCHEN SINK; 3HOLE

Q STERN WILLIAMS CRS-2200
R AMERICAN STANDARD #8350.235 EXPOSED YOKE WALL MOUNT UTILITY FAUCET
S SEACHROME SSB-320150-SAPS 32" x 15" SOLID SURFACE SHOWER SEAT
T 3800-01 /  610 24" GRAB BAR W/ CONCEALED FLANGE COVERSAMERICAN SPECIALTIES

FLOOR MOUNT TERRAZZO RECEPTOR, DROP FRONT MOP SINK

U SCRANTON PRODUCTS FLOOR MOUNTED, OVERHEAD BRACED SHOWER DIVIDERS (COLOR: CHARCOAL GREY; ORANGE PEEL )CLASSIC
V 1" DIA STAINLESS STEEL SHOWER CURTAIN ROD1214AMERICAN SPECIALTIES
W SS DOUBLE ROBE HOOK0745-ZAMERICAN SPECIALTIES

SEE PLUMB ELEV.
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WITH ACCESS PANEL .
SEE FINISH LEGEND AND
INTERIOR ELEVATIONS
FOR LOCATIONS.

1'-
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4"

SCHEDULED LAMINATE WITH
SQUARE NOSE AT TOP OR
CORIAN SOLID SURFACE WHERE
APPLICABLE. SEE FINISH LEGEND
AND INTERIOR ELEVATIONS FOR
LOCATIONS.

CONSTRUCTION SAME AS BELOW

COORDINATE SCHEDULED BASE ON 3/4"
SUBSTRATE

11/16" PLYWOOD SUBSTRATE WITH ALMOND
MELAMINE AT ALL INTERIOR SURFACES, TYP.

ADJUSTABLE SHELF WITH ALMOND MELAMINE
FINISH, WOOD VENEER EXPOSED EDGE

7/16" CORE PLYWOOD WITH SCHEDULED
LAMINATE AT ALL EXPOSED SURFACES

SCHEDULED LAMINATE WITH SQUARE NOSE
AT TOP OR CORIAN SOLID SURFACE WHERE
APPLICABLE. SEE FINISH LEGEND AND
INTERIOR ELEVATIONS FOR LOCATIONS.
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ELEVATIONS FOR DETAILS
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LOCATIONS.

2'-1"

3'-0" MAX.

17
"-1

9"

SIDE ELEVATION FRONT ELEVATION

1'-0" 3'-6"

4'-6" MIN

6"3'-0"

3'-6" MIN.

1'-6"

1'-
9"

1'-
5"

 @
 H

C
P

EQ. EQ.

2'-6" MIN.
SEE PLAN FOR ACTUAL

5MM DIAM. HOLES
FOR SHELF SUPPORTS,
2" SPACING SHOWN

6'-
5"

2'-3"

COORDINATE SCHEDULED
BASE ON 3/4" SUBSTRATE

ADJUSTABLE SHELF WITH
ALMOND MELAMINE
FINISH, WOOD VENEER
EXPOSED EDGE

7/16" CORE PLYWOOD
WITH SCHEDULED
LAMINATE AT ALL
EXPOSED SURFACES

7'-
10

5 8" C
EI

LIN
G

 H
T.

1'-
1"

PLUMBING & MILLWORK
DETAILS
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PLUMBING ACCESSORY STANDARDS9 SCALE: 3/8"=1'-0"

VANITY DETAIL, TYP.3 SCALE: 3/4"=1'-0"

MILLWORK SECTION, TYP.1 SCALE: 3/4"=1'-0"

MILLWORK SECTION @ LIBRARY2 SCALE: 3/4"=1'-0"

MILLWORK SECTION @ RECEPTIONIST5 SCALE: 3/4"=1'-0"

MILLWORK SECTION @ RECEPTIONIST4 SCALE: 11
2"=1'-0"

SECTION @ TROPHY CASE6 SCALE: 3/4"=1'-0"

02.23.2015 90% REVIEW SET

SECTION @ TYP. DESK7 SCALE: 3/4"=1'-0"

SECTION @ CABINET8 SCALE: 3/4"=1'-0"

95% REVIEW SET08.10.2015



3'-0"

7'-
0"

1

3'-0"

6'-
8"

6'-0"

7'-
0"

2 3

6'-0"

6'-
8"

4

DOOR NO. ROOM NAME WIDTH HEIGHT THICKNESS TYPE MATERIAL FINISH
DOOR

TYPE MATERIAL FINISH
FRAME

HEAD
DETAILS
JAMB SILL RATING HDWR TYP. COMMENTS

DOOR SCHEDULE

102
LIBRARY

104

WOMEN'S SHOWER

ADDTL. HARDWARE

MEN'S RESTROOM
MEN'S SHOWER
WOMEN'S RESTROOM

101A

103
DINING

PANTRY

CLASSROOM "A"

3'-0"
3'-0"
3'-0"

3'-0"

3'-0"

(2) 3'-0"

LOUVERED PANELS

7'-0"

CORRIDOR

SO OFFICE

3'-0"

3'-0"

B

HM

CASED OPENING

EGRESS CLOSER

OFFICE

LOBBY

RECEPTION

KITCHEN
UNISEX RESTROOM

CLOSET

JANITOR

CLASSROOM "B"
CLOSET

SO OFFICE
SO OFFICE
SO OFFICE
CONFERENCE
NOT USED
FD OFFICE
FD OFFICE
FD OFFICE
FD OFFICE
WORK/SUPPLY
CLASSROOM "C"
STORAGE
CLASSROOM "D"

EXTERIOR STORAGE
STORAGE

EXTERIOR STORAGE

3'-0"
3'-0"

JANITOR

3'-0"

3'-0"

3'-0"

3'-0"
3'-0"
3'-0"

3'-0"

3'-0"
3'-0"

3'-0"

3'-0"
3'-0"

3'-0"
3'-0"

3'-0"

3'-0"

3'-0"
3'-0"

4'-0"

3'-0"

3'-0"
3'-0"

7'-0"

7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"

7'-0"
7'-0"
7'-0"
7'-0"
7'-0"

7'-0"
7'-0"
7'-0"
7'-0"
7'-0"
7'-0"

CELL EXTRACTION

1-3/4"

201A

DEFENSIVE TACTICS

3'-0"
FIREARMS SIM
OBSERVATION

DT STORAGE

IT CLOSET

3'-0"
3'-0"

3'-0"

3'-0"

3'-0"

3'-0"

3'-0"

PRIVACY CLOSER
PRIVACY CLOSER

PRIVACY CLOSER
PRIVACY CLOSER

PRIVACY CLOSER

N/A

LOUVERED BI-FOLD

OFFICE
OFFICE
OFFICE
OFFICE

OFFICE
OFFICE
OFFICE
OFFICE

STORAGE

STORAGE

STOREFRONT

MEN'S SHWR/LKR

3'-0"

3'-0"

EXTERIOR ROLL UP DOOR PM10'-0"

6'-8"

7'-0"
7'-0"
7'-0"
7'-0"
7'-0"

CORRIDOR 3'-0" EXTERIOR

202A

203
204
205A

206
207
208
209A

210
211
212A

213A

JANITOR

3'-0"

6'-8"

6'-8"
6'-8"
6'-8"

6'-8"
6'-8"

6'-8"

6'-8"
6'-8"
6'-8"

6'-8"

6'-8"

105
106
107
108
109
110
111
112
113
114
115
116
117
118A

119
120
121
122
123
124
125
126
127
128
129
130
131
132
133
134
135

CORRIDOR118B
CORRIDOR118C
CORRIDOR 3'-0" 7'-0"118D

EXTERIOR
EXTERIOR

LOUVERED PANELS

CELL EXTRACTION
3'-0"

202B 6'-8"

PRIVACY CLOSER
PRIVACY CLOSER

214
CORRIDOR

101B (2) 3'-0" 7'-0"LOBBY ENTRY SECURITY SYSTEM TBD INSTALLED BY FAYETTE COUNTY

1

3
3

1
1

N/A N/A --- --- --- ------------ --- --- --- --- --- ---

N/AN/A N/A --- --- --- ------------ --- --- --- --- --- ---

1
1
1
1
1
1
1
1
1
1
1
1 EGRESS CLOSER

CASED OPENING
CASED OPENING

1
1
1
1
1
1

1
1
1
1

3'-0" 7'-0"
3'-0" 7'-0"

--- ---

EXTERIOR

EXTERIOR

EGRESS CLOSER

NOT USED

--- --- --- ------------ --- --- --- --- --- ---
--- --- --- ------------ --- --- --- --- --- ---

--- --- --- ------------ --- --- --- --- --- ---

--- --- --- ------------ --- --- --- --- --- ---
OFFICE

OFFICE

STORAGE

STORAGE

STORAGE

STORAGE

1
1
1
1

1
1

1-3/4"
1-3/4"
1-3/4"

HM

HM

HM

PUSH/PULL

OFFICE

OFFICE

1-3/4"
1-3/4"
1-3/4"

1-3/4"

1-3/4"
1-3/4"

1-3/4"
1-3/4"
1-3/4"

1-3/4"

1-3/4"
1-3/4"
1-3/4"

1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"

1-3/4"
1-3/4"
1-3/4"
1-3/4"

1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"

SF
SF

SCWD STAIN

SCWD STAIN
SCWD STAIN
LPWD STAIN
LPWD STAIN
LPWD STAIN
LPWD STAIN
LPWD STAIN
SCWD STAIN
SCWD STAIN
SCWD STAIN
SCWD STAIN
SCWD STAIN
SCWD STAIN

SCWD STAIN
SCWD STAIN
SCWD STAIN
SCWD STAIN
SCWD STAIN

SCWD STAIN
SCWD STAIN
SCWD STAIN
SCWD STAIN

SCWD STAIN
SCWD STAIN
SCWD STAIN
SCWD STAIN

B
B
B

B
B
B
B

B

B

A
E
D
A
C
A
C
H

H

I
A

I
A
A

A

I
A
I
A
A
A PNT

PNT

PNT

PM
PM

PNT

LOUVERED PANELS

LOUVERED PANELS

201B 6'-8"CORRIDOR 3'-0"

WOMEN'S SHWR/LKR 3'-0" 6'-8"

209B 6'-8"

212B 6'-8"

213B 6'-8"

215 3'-0" 6'-8"

HM 21-3/4" A PNT
HM 21-3/4" A PNT

1-3/4" A

1-3/4"
1-3/4"
1-3/4"

1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"
1-3/4"

(2) 3'-0"

(2) 3'-0"

(2) 3'-0"

2LPWD STAINA
2LPWD STAINA

HM 2PNT

OFFICE2SCWD STAINB

OFFICE2SCWD STAINA

OFFICE2SCWD STAINA

OFFICE2SCWD STAINA

OFFICE2SCWD STAINB

OFFICE2SCWD STAINB
OFFICE2SCWD STAINB

OFFICE2SCWD STAINB

B HM 2PNT

B HM 2PNT

B HM 2PNT

OFFICE

OFFICE

EXTERIOREGRESS CLOSER
EXTERIOREGRESS CLOSER

EXTERIOREGRESS CLOSER
STORAGEH 2LPWD STAIN

HM 2A PNT

2SCWD STAINA

LOUVERED PANELS
LOUVERED PANELS

LOUVERED PANELS

DT STORAGE 3'-0"205B 6'-8" 1-3/4" OFFICE2SCWD STAINA

SF
SF PM

PM

KD

PNT

PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT

PNT
PNT
PNT
PNT
PNT
PNT

PNT
PNT
PNT
PNT

PNT
PNT
PNT
PNT
PNT
PNT

PNT
PNT

PNT

PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT
PNT

KD
KD

KD
KD
KD

KD
KD
KD

KD
KD
KD

KD
KD

KD
KD
KD

KD
KD
KD

KD
KD
KD
KD
KD
KD

KD
KD
KD

KD
KD
KD

KD
KD
KD

KD
KD
KD

KD
KD
KD
KD
KD
KD
KD
KD
KD
KD
KD

KD

KD

MEDICAL SIMULATION
MULTIPURPOSE
MULTIPURPOSE
MULTIPURPOSE
MULTIPURPOSE

MULTIPURPOSE
MULTIPURPOSE

EXTERIOR
--- --- --- ------------

60

60
60
60

120

120

120

60
60

---

EXTERIOR

EXTERIOR

EXTERIOR

201C CORRIDOR @ STAIR 1 6'-8"3'-0" 1-3/4" A HM PNT 2 PNTKD 60

ENTRY SECURITY SYSTEM TBD

3'-0"

A B

3'-
0"

3'-
0"

5"

10
"

5"

2'-2" 5"

3'-0" 3'-0"

3'-
0"

C

5"2'-2"5"

10
"

5"

3'-0"

D

3'-0"

3'-
0"

6'-0"
3'-0"

3'-
0"

3'-
0"

5"

10
"

5"

2'-2" 5"

3'-0"

5"

10
"

5"

2'-2"5"

3'-0"

E F G

3'-0"

1'-0"3"

3"

1'-0" 3"

3"

6"

10
"

SE
E 

SC
HE

DU
LE

SE
E 

SC
HE

DU
LE

SE
E 

SC
HE

DU
LE

SE
E 

SC
HE

DU
LE

SE
E 

SC
HE

DU
LE

SE
E 

SC
HE

DU
LE

SE
E 

SC
HE

DU
LE

3'-0"

3'-
0"

SE
E 

SC
HE

DU
LE

3'-0"

3'-
0"

5"5"

10
"

SE
E 

SC
HE

DU
LE

2'-
6"

8"4"

3'-
6"

H I

* * *

*

METAL LOUVERS
TO BE PAINTED;
SEE SCHEDULE
FOR COLOR

METAL LOUVERS
TO BE PAINTED;
SEE SCHEDULE
FOR COLOR

METAL LOUVERS
TO BE PAINTED;
SEE SCHEDULE
FOR COLOR

48
"-6

0"
BO

TT
O

M
 O

F 
TA

C
TIL

E 
C

HA
RA

C
TE

RS

9" MIN

SIGNAGE

FINISH FLOOR
0'-0"

℄

3'-
0"

DOOR HANDLE

4'-
0"

CL

6"
CL

CL

SWITCH

1'-
6"

OUTLET

THERMOSTAT

3'-
63

8"

3'-111
2"

3'-
51

2"

7'-
0"

 H
EA

DE
R

NEW INTEGRITY
ALL ULTREX
GLIDER WINDOW
(IFGL4036)

A B

4'-
10

"

6'-10"

STOREFRONT
WINDOW; TRIM TO
MATCH EXISTING
WINDOWS

10'-0"

6'-
8"

10'-0"

6'-
8"

RAYNOR DURACOIL STANDARD ROLL UP DOOR
FLAT INSULATED SLATS, COLOR T.B.D.

4'-
5"

7'-
0"

12'-0"

ONE WAY VIEWING
COATING

C

DOOR SCHEDULE &
DETAILS

A108

COMMISSION NO:

SHEET TITLE:

SHEET NO:

FAYETTE COUNTY
TRAINING
FACILITY

14 East Washington Street
Newnan, Georgia 30263
Telephone: (770) 683-9170
Fax: (770) 683-9171
E-Mail: info@kaod.com
Web Site: www.kaod.com

DATE COMMENTS

This drawing is property of K.A. Oldham Design, Inc and
may not be reproduced or used without the Architect's
written permission.  ©   2015

NOT ISSUED FOR CONSTRUCTION

1464.00

Prepared for

FAYETTE CO.

K   A    O l d h a m    D e s i g n ,    I n c

PRINTED

340 HEWELL ROAD
JONESBORO, GEORGIA

10.23.2015 BID SET

FRAME TYPES1 SCALE: 3/8"=1'-0"

DOOR SCHEDULE NOTES
1. BOTTOM OF DOORS TO FINISH FLOOR SHALL BE 1/2" TYPICAL.
REFER TO MECHANICAL DRAWINGS FOR ANY LOCATIONS REQUIRING
SPECIFIC UNDERCUTTING.

2. REFER TO INDIVIDUAL SPECIFICATION SECTIONS FOR ADDITIONAL
INFORMATION REGARDING INSTALLATION OF DOORS, FRAMES, AND
HARDWARE.

3 CONTRACTOR TO FIELD VERIFY ALL DIMENSIONS PRIOR TO
INSTALLATION

4. ALL HARDWARE MUST SATISFY GA ADA REQUIREMENTS,
INCLUDING OPENING FORCE ADJUSTMENT.

5. ALL HARDWARE EXPOSED TO THE WEATHER OR TO HIGH
HUMIDITY ENVIRONMENTS MUST BE NON-FERROUS.

6. CONTRACTOR AND/OR HARDWARE SUBCONTRACTOR SHALL
COORDINATE ALL HARDWARE FUNCTIONS AND ACCESSIBILITY WITH
OWNER PRIOR TO PURCHASE.

7. PROVIDE TEMPERED GLASS IN ALL NON-FIRE RATED DOORS AND
ALL LITES ADJACENT TO DOORS.

8. REFER TO HARDWARE SPECIFICATIONS FOR HARDWARE SETS
AND ADDITIONAL HARDWARE NOTES.

9. ALL DOORS SHALL BE STORED AND HANDLED PER
MANUFACTURERS RECOMMENDATIONS.

10. SECURE DOORS TO BE OUTFITTED WITH CARDREADERS; GC
RESPONSIBLE FOR POWER & JUNCTION BOX TO SPECIFIED LOCATIONS -
INSTALLATION OF EQUIPMENT BY OWNER

11. ALL DOUBLE DOORS TO HAVE TOP AND BOTTOM LATCHES.

12. SEE SPECIFICATION MANUAL FOR HARDWARE DETAILS.

13. ALL DOOR GLAZING TO BE TEMPERED AND CLEAR UNLESS
OTHERWISE NOTED

14. ALL DOOR LOUVERS TO BE METAL AND PAINTED PER SCHEDULE.

DOOR TYPES2 SCALE: 3/8"=1'-0"

DOOR ABBREVIATIONS

ALUMINUM CLADAL. CLAD

ABB. DESCRIPTION

HM HOLLOW METAL

PNT PAINT

PM PER MANUFACTURER'S SPECIFICATIONS

FACT. FACTORY FINISH

NR NON-RATED

SCWD SOLID CORE WOOD DOOR

KD

SEE SPECIFICATIONS FOR ADDTL. INFORMATION(SPEC)

KNOCK DOWN DOOR FRAME

SF STOREFRONT

SEE ELEVATIONS FOR ADDTL. INFORMATION(ELEV)

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL

STANDARD MOUNTING HEIGHTS

LPWD LOUVERED PANEL WOOD DOOR

WINDOW TYPE3 SCALE: 3/8"=1'-0"

* TEMPERED GLASS

GARAGE FRAME & DOOR4 SCALE: 3/8"=1'-0"

02.23.2015 90% REVIEW SET
95% REVIEW SET08.10.2015



1 2 3 4 5 6

FINISHED FIRST FLOOR
0'-0"

FINISHED CEILING
11'-0"

EXISTING BRICK VENEEREXISTING BRICK VENEER

EXISTING BRICK
VENEER COLUMN

NEW STOREFRONT ENTRY
DOOR, COORDINATE DOOR

SIZE WITH REMOVAL OF
PREVIOUS OWNER'S LOGO

EXISTING
WINDOW

EXISTING
WINDOW

EXISTING
WINDOW

EXISTING
WINDOW EXISTING

WINDOW
EXISTING
WINDOW

EXISTING STEEL
COLUMN; CLEAN &
PAINT, COLOR T.B.D.

NEW RAILING

NEW CEMENT BOARD
SIDING TBD

NEW BRICK VENEER
COLUMN TO MATCH

EXISTING

ROOF GLAZING
SYSTEM TBD

4
A303

2
A301

NEW BRICK VENEER
TO MATCH EXISTINGBRICK BORDER TO

MATCH EXISTING
NEW BRICK VENEER TO

MATCH EXISTING

EXISTING ROOFING TO BE CLEANED
& REFURBISHED AS SPECIFIED WITH

TNEMEC COATINGS

CLEAN & PAINT ALL EXPOSED TRIM,
GUTTERS, & DOWNSPOUTS

EXISTING STEEL
COLUMN

CLEAN & PAINT ALL
EXPOSED TRIM, GUTTERS,

& DOWNSPOUTS

RECOVER EXISTING
AWNINGS AT FRONT
ARCHED WINDOWS; SEE
SPECIFICATIONS

ABC

FINISHED BASEMENT FLOOR
0'-0"

FINISHED BASEMENT CEILING
8'-0"

FINISHED FIRST FLOOR
0'-0"

FINISHED CEILING @ OFFICES
8'-0"

EXISTING BRICK
VENEER COLUMN

EXISTING
BRICK VENEER

EXISTING
WINDOW

EXISTING STEEL COLUMN;
CLEAN & PAINT

EXISTING BRICK
VENEER COLUMN

NEW BRICK VENEER TO
MATCH EXISTING

NEW RAILINGNEW CEMENT BOARD
SIDING TBD

NEW BRICK VENEER TO
MATCH EXISTING

NEW BRICK VENEER
COLUMN TO MATCH

EXISTING

ROOF GLAZING
SYSTEM TBD

FINISHED CEILING
11'-0" FINISHED CEILING @ CORRIDOR

10'-0"

4
A303

1
A301

EXISTING ROOFING TO BE CLEANED
& REFURBISHED AS SPECIFIED WITH

TNEMEC COATINGSCLEAN & PAINT ALL EXPOSED TRIM,
GUTTERS, & DOWNSPOUTS

EXISTING DOWNSPOUT

CLEAN & PAINT
EXISTING STRUCTURE;
COLOR T.B.D.

CLEAN & PAINT TRIM &
LOUVERED INSERT

3
A303

NEW TRIM, SEE DETAIL 6/A302

SOLDIER COURSE

EXTERIOR BUILDING ELEVATIONS

A201
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RIGHT SIDE (SOUTHWEST) ELEVATION2 SCALE: 3/16"=1'-0"

ELEVATION NOTES
1. REFER TO DIMENSIONAL ELEVATIONS (A/108) FOR HORIZONTAL
PLACEMENT OF DOORS AND WINDOWS.

FRONT (NORTHWEST) ELEVATION1 SCALE: 3/16"=1'-0"

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL
02.23.2015 90% REVIEW SET

95% REVIEW SET08.10.2015



2 13456

FINISHED FIRST FLOOR
0'-0"

FINISHED BASEMENT FLOOR
0'-0"

FINISHED BASEMENT CEILING
8'-0"EXISTING

BRICK
VENEER

COLUMN

NEW BRICK
VENEER TO

MATCH
EXISTING

EXISTING BRICK
VENEER COLUMN

NEW
RAILING

NEW
STAIRS

EXISTING BRICK
VENEER COLUMN

NEW RAILING T.B.D.

NEW STAIRS

EXISTING STEEL
COLUMN; CLEAN &
PAINT; COLOR T.B.D.

NEW BRICK VENEER TO
MATCH EXISTING

NEW HORIZONTAL GLIDER
WINDOW

NEW
CEMENT
BOARD
SIDING

TBD

A A A A
B

A A A A

2
A301

3
A304

3
A303 SIM.

EXISTING ROOFING TO BE CLEANED
& REFURBISHED AS SPECIFIED WITH
TNEMEC COATINGS; COLOR T.B.D.

CLEAN & PAINT ALL EXPOSED TRIM,
GUTTERS, & DOWNSPOUTS

EXISTING
DOWNSPOUT

EXISTING GUTTER
SYSTEM; CLEAN &

PAINT; COLOR T.B.D
NEW TRIM, SEE DETAIL 6/A302

2
A303

SOLDIER COURSE
HEADER

BRICK SILL

SOLDIER
COURSE

CA B

FINISHED BASEMENT FLOOR
0'-0"

FINISHED BASEMENT CEILING
8'-0"

FINISHED FIRST FLOOR
0'-0"

EXISTING BRICK
VENEER COLUMN

EXISTING BRICK
VENEER COLUMN

EXISTING BRICK
VENEER

NEW BRICK VENEER TO
MATCH EXISTING

NEW RAILING

NEW STAIRS

NEW CEMENT BOARD
SIDING TBD

FINISHED CEILING @ OFFICES
8'-0"

FINISHED CEILING @ CORRIDOR
10'-0"

NEW BRICK VENEER
COLUMN TO MATCH
EXISTING

ROOF GLAZING
SYSTEM TBD

FINISHED CEILING
11'-0"

1
A301

EXISTING STEEL
COLUMN; CLEAN &
PAINT, COLOR T.B.D.

EXISTING BRICK
VENEER COLUMN

EXISTING
DOWNSPOUT;

CLEAN & PAINT;
COLOR T.B.D.

CLEAN & PAINT EXISTING
STRUCTURE; COLOR T.B.D.

EXISTING ROOFING TO BE CLEANED
& REFURBISHED AS SPECIFIED WITH
TNEMEC COATINGS; COLOR T.B.D

CLEAN & PAINT TRIM &
LOUVERED INSERT

B B B

4
A302

5
A302

NEW TRIM, SEE DETAIL 6/A302

SOLDIER COURSE
FINISHED FIRST FLOOR
0'-0"

EXTERIOR BUILDING ELEVATIONS

A202
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LEFT SIDE (NORTHEAST) ELEVATION2 SCALE: 3/16"=1'-0"

ELEVATION NOTES
1. REFER TO DIMENSIONAL ELEVATIONS (A/108) FOR HORIZONTAL
PLACEMENT OF DOORS AND WINDOWS.

REAR (SOUTHEAST) ELEVATION1 SCALE: 3/16"=1'-0"

12.17.2014 FOR REVIEW
01.07.2015 FOR APPROVAL
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CLASSROOM "B"
116

FIREARMS SIM
204

MENS' SHR/LKR
207

WOMEN'S SHR/LKR
208

MULTIPURPOSE
209

MULTIPURPOSE
212

MULTIPURPOSE
213

WOMEN'S
110

MEN'S
108

CLOSET
117

KITCHEN
106

CLASSROOM "C"
130 STORAGE

134DOOR
TO

PANTRY

DOOR
TO

SHOWER

DOOR
TO

SHOWER

CORRIDOR
215

DOOR
TO

EXTERIOR

JANITOR
214

DOOR
TO

STORAGE

EXISTING PRE-ENGINEERED METAL STRUCTURE

FINISHED BASEMENT
FLOOR
0'-0"

FINISHED CEILING @
BASEMENT
8'-0"

FINISHED FIRST FLOOR
0'-0"

FINISHED CEILING @
RESTROOMS/CLOSETS
10'-0"

FINISHED CEILING
@ CLASSROOMS/KITCHEN

11'-0"

3
A302

DEFENSIVE TACTICS
210

MULTIPURPOSE
209

LOBBY
101

DINING
104

MEN'S
108

M. SHOWER
109

CONFERENCE
123

CORRIDOR
118DOOR

TO
LIBRARY

DOOR
TO

CR "A"

CORRIDOR
201DOOR TO

IT CLOSET

EXISTING PRE-ENGINEERED METAL STRUCTURE EXISTING PRE-ENGINEERED METAL STRUCTURE

EXISTING BEAM

FINISHED BASEMENT FLOOR
0'-0"

FINISHED BASEMENT CEILING
8'-0"

FINISHED FIRST FLOOR
0'-0"

FINISHED CEILING @ OFFICES
8'-0"

FINISHED CEILING
10'-0"

FINISHED CEILING @ LOBBY/DINING
11'-0"

6
A303

5
A303 OPEN TO STRUCTURE

8
A302

3
A102

4
A302

BUILDING SECTIONS
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R-13 SOUND BATT.
INSULATION

EXISTING
FOUNDATION

1
2 " GWB AS

SPECIFIED

STOREFRONT
OBSERVATION
WINDOW W/ ONE
WAY VIEWING
COATING

NEW CEILING

EXISTING OPEN
WEB JOISTS

ABOVE

FIREARMS SIM
204

OBSERVATION
203

SCHEDULED PLASTIC
LAMINATE. PL-1; SEE A402

3" DIA.
GROMMET

BLACK METAL SUPPORT
BRACKET TBD

BLACK METAL
SUPPORT

BRACKET TBD

SCHEDULED PLASTIC
LAMINATE. PL-1; SEE A402

2'-
7"

SCHEDULED
BASE; SEE
INTERIORS

FOR DETAILS

10 1/2" 1'-8 1/2"

2"

NEW POURED CONCRETE

1" EXPANSION MATERIAL

WEEP HOLE AT FIRST
COURSE ABOVE GRADE

GROUT FILL TO
BOTTOM OF FLASHING

EXISTING WEB
JOISTS

EXISTING BRICK
VENEER COLUMN
BEYOND

NEW CEILING

R-13 SOUND
BATT. INSULATION

4" METAL STUD

STRUCTURAL SUPPORT SUPPLIED AND
INSTALLED BY THE GENERAL

CONTRACTOR WITH 7/16" DIA. HOLES
SPACED AT 5 1/4" OR 3 3/4" AS PER

HANGER BRACKETS LAYOUT.
(BRACKETS PUNCHED FOR BOTH GAUGES)

2"

1"

1'-
3 

1/
2"

7'-
1 

1/
2"

8'-
5"

MODERCO 700 SERIES MODEL
741S INDIVIDUAL PANEL SYSTEM

EXISTING FLOOR

1/2" GWB

7'-
0 

1/
2"

VINYL COVERED
VERTICAL PANEL,

COLOR T.B.D.

3-5/8"
METAL

STUD

EXISTING BRICK
VENEER COLUMN
BEYOND

EXISTING STRUCTURAL
BEAM

3-5/8" METAL STUD

VINYL COVERED
VERTICAL PANEL,

COLOR T.B.D.

MODERCO 700 SERIES MODEL
741S INDIVIDUAL PANEL SYSTEM

NEW CEILINGSTRUCTURAL SUPPORT SUPPLIED AND
INSTALLED BY THE GENERAL

CONTRACTOR WITH 7/16" DIA. HOLES
SPACED AT 5 1/4" OR 3 3/4" AS PER

HANGER BRACKETS LAYOUT.
(BRACKETS PUNCHED FOR BOTH GAUGES)

2"

7'-
1 

1/
2"

8'-
5"

7'-
0 

1/
2"

R-13 SOUND BATT.
INSULATION

1/2" GWB

3-5/8" METAL
STUD

1"

NEW POURED CONCRETE

1" EXPANSION MATERIAL

NEW BRICK VENEER TO
MATCH EXISTING

EXISTING BRICK VENEER
COLUMN BEYOND

EXISTING FLOOR

NEW CEILING

WEEP HOLE AT FIRST
COURSE ABOVE GRADE

GROUT FILL TO
BOTTOM OF FLASHING

MAINTAIN 1/2" SPACING @
SOLDIER COURSE

SOLDIER COURSE TO ALIGN
WITH SLAB EDGE; F.V.
HEIGHT

ALL EXTERIOR WALLS TO
RECEIVE WEATHERPROOF
BARRIER

R19 BATT INSULATION

6" METAL STUDS WITH 1/2"
GWB ON INTERIOR AN
DENS GLASS GOLD ON
EXTERIOR

BRICK TIES @ 16" O.C.
EACH DIRECTION

5
A102

EXISTING BRICK VENEER
COLUMN BEYOND

NEW SUSPENDED LAY-IN
CEILING

EXISTING GUTTER SYSTEM

1X6 HARDI TRIM

4" METAL STUD FRAMING

1/2" HARDI PANEL

PVC BRICK MOLD

4"
 M

IN

GALVANIZED METAL FLASHING
TO GO BEHIND GUTTER
P.T. CANT STRIP

EXISTING BRICK VENEER
COLUMN BEYOND

1'-
3 

1/
4"

 F
.V

.

FULL BRICK @ TOP COURSE

6
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CLOSED CELL R-30 SPRAY
FOAM INSULATION

1
2 " GWB AS

SPECIFIED

1x8; STAIN GRADE; ST-1

RB-100 COVE
MOULDING 3/4"X3/4";
STAIN GRADE: ST-1

EXISTING FLOOR

R-13 SOUND BATT.
INSULATION

4" METAL STUD
4'-

0"
SCHEDULED

BASE; SEE
INTERIORS

FOR DETAILS

EXISTING CEILING
JOISTS BELOW

7 1/4"

1 1/8"

1
2 " GWB AS

SPECIFIED

DT STORAGE
205

STAIR LANDING

EXISTING GUTTER SYSTEM

1X6 HARDI TRIM

4" METAL STUD FRAMING

1/2" HARDI PANEL

PVC BRICK MOLD

4"
 M

IN

GALVANIZED METAL FLASHING
TO GO BEHIND GUTTER

P.T. CANT STRIP

1'-
31

4" F
.V

.

FULL BRICK @ TOP COURSE

CLOSED CELL R-30 SPRAY FOAM
INSULATION

WALL SECTIONS

A302
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PANEL WALL SYSTEM SECTION3 SCALE: 1"=1'-0"

OBSERVATION WINDOW SECTION1 SCALE: 1"=1'-0"

TYP. EXTERIOR WALL
SCALE: 1"=1'-0"

PANEL WALL SYSTEM SECTION2 SCALE: 1"=1'-0"

5

02.23.2015 90% REVIEW SET

TYP.  EXTERIOR WALL SECTION8 SCALE: 1"=1'-0"

SECTION @ EXTERIOR SOFFIT4 SCALE: 1"=1'-0"

WALL SECTION AT STAIR
SCALE: 11/2"=1'-0"7SECTION @ NEW EXTERIOR TRIM
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GROUT SOLID TO WEEP

FINISHED FLOOR
0'-0"

WEEPS @ 33" O.C. MAX AT
FIRST COURSE ABOVE
GRADE

BRICK TIE 16" O.C. IN
EACH DIRECTION

6x6 STRUCTURAL COLUMN

P.T. 2x4'S SURROUNDING
6x6 COLUMN

MATCH EXISTING BRICK
VENEER

SAND FILL

GROUT CAP

11
'-6

"

1 1/2"

BRICK CAP

GALVANIZED STEEL FLASHING

PAVERS T.B.D.

SAND

GRAVEL

8"
1'-

0"

1'-10 1/4"

STRUCTURAL
PORTICO TBD

6x6 STRUCTURAL COLUMN

1'-
6" 6"

1 
1/

2"
1 

1/
2"

1'-6"

6"

1 1/2" 1 1/2"

MATCH EXISTING BRICK
VENEER

BRICK CAP

P.T. 2x4'S SURROUNDING
6x6 COLUMN

9" 9"

4
A303

11
'-6

"

1 1/2"

GROUT SOLID TO WEEP

WEEPS @ 33" O.C. MAX AT FIRST
COURSE ABOVE GRADE

GALVANIZED STEEL FLASHING

P.T. 2x4'S SURROUNDING
STRUCTURAL COLUMN

MATCH EXISTING BRICK
VENEER

SAND FILL

GROUT CAP

BRICK TIE 16" O.C. IN
EACH DIRECTION

PAVERS T.B.D.

SAND

GRAVEL

 STRUCTURAL COLUMN

8"
1'-

0"
1'-10 1/4"

EXISTING FOOTING

NEW FOOTING DOWELED IN

STRUCTURAL
PORTICO TBD

EXISTING EXTERIOR
STUD WALL

1
2" GWB

3
A303

EXISTING BRICK
VENEER

BRICK
CAP

9"

1'-
6"

1 1/2"

1 
1/

2"

9"
9"

 STRUCTURAL
COLUMN

MATCH EXISTING BRICK
VENEER

EXISTING STUD
WALL

WATER RESISTANT MEMBRANE
LAPPED UNDER NAILING FIN

1/2" EXTERIOR GRADE PLYWOOD

R-19 BATT INSULATION

NEW BRICK VENEER TO MATCH
EXISTING

6X4X3/8" LINTEL ANGLE

DEPRESS SLAB 1/2" @ DOOR
THRESHOLD

NEW INTEGRITY ALL ULTREX GLIDER
WINDOW; SEE SCHEDULE FOR DETAILS

RAYNOR DURACOIL ROLL UP DOOR;
SEE DOOR SCHEDULE FOR DETAILS

EXISTING GUTTER SYSTEM

1X6 HARDI TRIM

4" METAL STUD FRAMING

1/2" HARDI PANEL

PVC BRICK MOLD

GALVANIZED METAL FLASHING
TO GO BEHIND GUTTER

P.T. CANT STRIP

SOLDIER COURSE

2X6 BLOCKING

RAYNOR DURACOIL ROLL UP DOOR;
SEE SCHEDULE FOR DETAILS

6'-
10

"

FLASH LINTEL ANGLE & WEEP AT
ENDS, TYP.

SOLDIER COURSE TO ALIGN
WITH SLAB EDGE; F.V.
HEIGHT

ROW LOCK

FLASH LINTLE ANGLE &
WEEP AT ENDS

2'-
85

8"
4'-

45
8"

CLOSED CELL R-30
SPRAY FOAM

INSULATION

6x4x3/8" LINTEL ANGLE

RAYNOR DURACOIL ROLL
UP DOOR; SEE DOOR
SCHEDULE FOR DETAILS;
A108

FLASH LINTEL ANGLE &
WEEP AT ENDS, TYP.

BRICK SOLDIER
COURSE HEADER

BRICK VENEER TO
MATCH EXISTING

SECTIONS & DETAILS
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HALF COLUMN SECTION AT COVERED ENTRY3 SCALE: 1"=1'-0"

HALF COLUMN PLAN DETAIL5 SCALE: 1"=1'-0"

02.23.2015 90% REVIEW SET

SECTION @ EXTERIOR WALL WINDOW2 SCALE: 1"=1'-0"

SECTION @ DURACOIL ROLL UP DOOR
SCALE: 1 1/2"=1'-0"1

95% REVIEW SET08.10.2015



67
8"

11"

NEW PRE-ENGINEERED
STAIR, T.B.D.

NEW HANDRAIL

EXISTING SLAB

NEW GUARDRAIL

2'-
21

2"

33
4"

11
2"

3'-
61

4"

NOTE: STAIR DESIGN & DETAILING
ARE TO BE BY G.  C. WITH
ARCHITECTS APPROVAL.

11"

67
8"

PRE-ENGINEERED
STAIR, T.B.D.

EXISTING FLOOR

EXISTING WEB
JOISTS

9'-
3"

7
A302

NOTE: STAIR DESIGN & DETAILING
ARE TO BE BY G.  C. WITH
ARCHITECTS APPROVAL.

DEFENSIVE TACTICS STORAGE
203

DEFENSIVE TACTICS
203

NEW CEILING BEYOND

SL
O

PE

EXISTING FLOOR

67
8"

11"

PRE-ENGINEERED STAIR, T.B.D.

NEW CEILING

EXISTING WEB
JOISTS

4'-
0"

6'-
91

8"

3'-
61

2"

NOTE: STAIR DESIGN & DETAILING
ARE TO BE BY G.  C. WITH
ARCHITECTS APPROVAL.

LAVI INDUSTRIES STAINLESS STEEL
CROSSBAR RAILING SYSTEM

6'-
51

2"

STAIR SECTIONS
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1 2 3 4 5 6

A

B

C

CLASS ROOM "D"
132

CLASS ROOM "C"
130

CLASS ROOM "B"
116

CLASS ROOM "A"
113

CONFERENCE
123

SO OFFICE
119

SO OFFICE
120

SO OFFICE
121

SO OFFICE
122

WORK/SUPPLY
129

FD OFFICE
126

FD OFFICE
127

FD OFFICE
128

DINING
104

JANITOR
115

LOBBY
101

LIBRARY
103

RECEPTION
102

STORAGE
131

STORAGE
133

HVAC
135

KITCHEN
106

MENS
108

WOMENS
110

W SHOWER
111

M SHOWER
109

CLOSET
114

CLOSET
117

PANTRY
107

STORAGE
134

UNISEX
105

FD OFFICE
125

JANITOR
112

CORRIDOR
118

A403

A404

A406

A406

A408A407

A403 A403
EXISTING
PAVERS

NEW PAVERS TO
MATCH EXISTING

EXISTING
PAVERS

A405 A405

VCT-1

A411

LVP-1

CP-1

LVP-1

VCT-1

VCT-1

VCT-1

VCT-1

CP-1 CP-1 CP-1 CP-1 CP-1 CP-1 CP-1

CP-1

CP-1

CP-1

CP-1

CP-1

CP-2

LVP-1

LVP-1

1 2 3 4 5 6

A

B

C

CELL EXTRACTION
202

FIREARMS SIM
204

MEN'S SHR/LKR
207

WOMEN'S SHR/LKR
208

DEFENSIVE TACTICS
210

D.T. STORAGE
205

CORRIDOR
201

OBSERVATION
203

CORRIDOR
215

JAN.
214

IT CLOSET
206

A410A409

MULTIPURPOSE
209

MULTIPURPOSE
212

MULTIPURPOSE
213

MEDICAL SIMULATION
211

A412
CONC-2

CP-2

RF-1

CONC-2

CONC-1

CONC-1

CONC-1

CONC-1

CONC-1

CONC-1

CP-2 CP-2

CP-2

CP-2

RF-1

PAD

RF-3

7'-0" 21'-7" 6'-0"

22
'-7

 1
/2

"

RF-3

RF-3 RF-3

RF-2RF-2

FINISH PLANS

A401
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MATERIAL LEGEND

CARPET; SEE FINISH SCHEDULE FOR DETAILS

DESCRIPTIONTAG

TILE; SEE FINISH SCHEDULE FOR DETAILS

LVT; SEE FINISH SCHEDULE FOR DETAILS

RESILIENT FLOORING

CONCRETE, CLEANED & SEALED

PADDED MAT; T.B.D.

LVP

CP

TL

RF

CONC

PAD

08.10.2015 95% REVIEW SET



FLOOR

FIRST FLOOR FINISH SCHEDULE

BASE FINISH COMMENTS COMMENTS
FLOORS WALLS

FINISH

101
102

104
105
106
107
108
109

103

100

110
111

COVERED ENTRY

ROOM NO. ROOM NAME

RECEPTION

CONFERENCE

SO OFFICE

NOT USED

112
113
114
115
116
117
118
119
120
121
122
123
124
125
126
127

NOT AFFECTED

PT-1

TL-3, TL-4, TL-5; SEE INTERIOR ELEVATIONS A405

RB-1LVP-1
SEE A403 & A107 FOR DETAILS

TL-9

LOBBY

LIBRARY
DINING
UNISEX RESTROOM

PANTRY
KITCHEN

MENS
MENS SHOWER
WOMENS
WOMENS SHOWER
JANITOR

JANITOR
CLOSET

CLOSET

CLASSROOM "A"

CLASSROOM "B"

CLASSROOM "C"

CLASSROOM "D"

128
129
130
131
132
133
134
135

FLOOR

BASEMENT FLOOR FINISH SCHEDULE

BASE FINISH COMMENTS COMMENTS
FLOORS WALLS

FINISHROOM NO. ROOM NAME

CELL EXTRACTION
201

DEFENSIVE TACTICS

FIREARMS SIM
OBSERVATION

DT STORAGE
IT CLOSET

MEDICAL SIMULATION

MEN'S SHWR/LKR

CORRIDOR
202
203
204
205
206
207
208
209
210
211
212
213

JANITOR214
CORRIDOR

WOMEN'S SHWR/LKR

215

CORRIDOR

SO OFFICE
SO OFFICE
SO OFFICE

FD OFFICE
FD OFFICE
FD OFFICE
FD OFFICE
WORK/SUPPLY

STORAGE

STORAGE
EXTERIOR STORAGE

MULTIPURPOSE
MULTIPURPOSE

MULTIPURPOSE

------ --- ---

LVP-1
LVP-1
LVP-1
TL-1
BBT-1
BBT-1

VCT-1
CP-1
VCT-1
VCT-1

VCT-1
LVP-1

VCT-1

VCT-1

RB-1
RB-1
RB-1

RB-1
RB-1

RB-1
RB-1
RB-1
RB-1

RB-1
RB-1

RB-1

RB-1

NOT AFFECTED------ --- ---

NOT AFFECTED------ --- ---
NOT AFFECTED------ --- ---

SEE A107 FOR MILLWORK DTLS

PT-1

PT-1
PT-1

PT-1

PT-1

PT-1

PT-2

PT-2
PT-2
PT-2
PT-2

PT-2
PT-2
PT-2
PT-2

PT-2

PT-2

PT-2

SEE INTERIOR ELEVATIONS A405
TL- 6 BACKSPLASH; SEE INTERIOR ELEVATIONS A401

SEE INTERIOR ELEVATIONS A408
TL-2, TL-7; SEE INTERIOR ELEVATIONS A408
SEE INTERIOR ELEVATIONS A407
TL-2, TL-7; SEE INTERIOR ELEVATIONS A407

SEE INTERIOR ELEVATIONS A411 FOR DETAILS

SEE A401 FOR DETAILS

SEE A401 FOR DETAILS
SEE A401 FOR DETAILS

RB-1

RB-1
RB-1

RB-1
WB-1

RB-1

RB-1
RB-1

RB-1
RB-1

RB-1

RB-1

RB-1

CP-1

CP-1
CP-1
CP-1
CP-1
CP-2

CP-1
CP-1
CP-1
CP-1
CP-1
CP-1

CP-1

SEE A401 FOR DETAILS PT-1
PT-1
PT-1
PT-1

PT-1
PT-1

PT-1

PT-2

PT-2

PT-1, PT-3

PT-2

PT-2

PT-2

TL-9TL-1

TL-1 TL-9
TL-2

TL-2

TL-10

TL-10

SEE A401 FOR DETAILS

SEE A401 FOR DETAILS

CP-2

RB-1

CP-2

CP-2
CP-2

CONC - 1
CONC - 1

CONC - 2
CONC - 1

CONC - 1
CONC - 1

CONC - 1
CONC - 2

CP-2

RF-2, RF-3
RF-2, RF-3

RB-1
RB-1
RB-1
RB-1
RB-1

RB-1
RB-1
RB-1
RB-1
RB-1
RB-1

BASE: SIGNAFLEX SIGNA C8 VINYL CAPTILE STRIP; SEE A401 FOR DETAILS

SEE A401 FOR DETAILS

PT-1
PT-1
PT-1
PT-1
PT-1
PT-1

PT-1
PT-4
PT-1
PT-1
PT-1
PT-1
PT-1

PT-4, TL-8, TG-4 SEE INTERIOR ELEVATIONS A409
SEE INTERIOR ELEVATIONS A410

SEE INTERIOR ELEVATIONS FOR MILLWORK DETAILS A412
WALLS TO BE PADDED, MANUFACTURER & MATERIAL TBD

PT-4, TL-8, TG-4
RF-2, RF-3
RF-2, RF-3 BASE: SIGNAFLEX SIGNA C8 VINYL CAPTILE STRIP; SEE A401 FOR DETAILS

EXTERIOR STORAGE

MANUFACTURERMATERIAL
INTERIOR FINISH LEGEND

DESCRIPTION AND NOTESKEYNOTE

WALL BASE FINISHES

FLOOR FINISHES

INTERIOR DOORS, WINDOWS AND TRIM

CEILING FINISHES

MILLWORK CABINET FINISHES

MILLWORK COUNTER FINISHES

COLOR/ FINISH CONTACT

LVP-1 LUXURY VINYL PLANKS TANDUS/CENTIVA HERITAGE OAK VP 3526-U / STYLE: WOOD 6 x 48 VINYL PLANK LENNIE ROWAN : 404.428.5210

RUBBER FLOORS & MORE 8MM; GREYRF-1 RESILIENT TILE SEE A401 FOR LOCATION AND DIMENSIONS 404.806.7650

TG-1 TILE GROUT MAPEI RESTROOM TILE GROUT 1.800.992.6273

WALL FINISHES
PT-1 PAINT SHERWIN WILLIAMS BALANCED BEIGE SW 7037 GENERAL PAINT 1.800.4.SHERWIN

LAMINATE WILSONART LAMINATE SHAKER CHERRY 7935-07 770.593.2225

TL-3 REFINED METAL TILE AMERICAN OLEAN HAMMERED GUNMETAL RM-56 - SATIN 2x8 TILE: RANDOM PLACEMENT W/ TL-2 & TL-3 TRADITIONS IN TILE: 678.423.4247

RB-1 RUBBER BASE JOHNSONITE BURNT UMBER B - 63 MILLWORK PROFILE: INFLECTION 5.25" 1.800.899.8916

ST-1 STAIN DOOR STAINSHERWIN WILLIAMS
SHERWIN WILLIAMSPT-5 PAINT

1.800.4.SHERWIN
DOOR FRAME AND LOUVER PAINT 1.800.4.SHERWIN

SHERWIN WILLIAMSPT-6 PAINT CEILING PAINT 1.800.4.SHERWIN
ARMSTRONG 1.877.ARMSTRONGCEILING TILE IN SUSPENSION SYSTEM; REF. SPEC.CT-1 2 x 2 TILE

PL-1

SOLID SURFACE CORIAN BASIL C.H.BRIGGS/PAUL STEVENS 678.662.0919SS-1

WB-1 WOOD BASE RANDALL BROTHERS STAIN  CLASSIC CHERRY SW 3110 RB 9601 & RB 127: STAIN GRADE;L CONFERENCE RM 1.888.711.7971

SEE INTERIORS FOR LOCATIONS

TL-9 PORCELAIN TILE BASE AMERICAN OLEAN 6x12 COVE BASE TRADITIONS IN TILE: 678.423.4247

IVORY 39

CHATEAU BROWN SW 7510

BBT-1 BIO-BASED TILE ARMSTRONG STRIATIONS: T3609 MALTED MILK 12 x 24 TILE: SEE A401 FOR TILE PATTERN 800.233.3823
VCT-1 VINYL COMPOSITION TILE EXCELON STONETEX: 52149 COCOA BROWN 12 x 12 TILEARMSTRONG 800.233.3823
CP-1 CARPET TILE
CP-2 CARPET TILE

EXTRA WHITE SW 7006
SAHARA #271

SEE INTERIORS FOR LOCATIONS

PT-2 PAINT SHERWIN WILLIAMS SUNDEW SW 7688 CLASSROOMS 1.800.4.SHERWIN

TL-4 AMERICAN OLEAN STAINLESS RM54 - SATIN 2x8 TILE: RANDOM PLACEMENT W/ TL-1 & TL-3 TRADITIONS IN TILE: 678.423.4247REFINED METAL TILE
TL-5 AMERICAN OLEAN BRONZE RM55 - SATIN 2x8 TILE: RANDOM PLACEMENT W/ TL-1 & TL-2 TRADITIONS IN TILE: 678.423.4247REFINED METAL TILE
TL-6 AMERICAN OLEAN GLOSS MUSHROOM - 0038 2x4 TILE: KITCHEN BACKSPLASH TRADITIONS IN TILE: 678.423.4247CERAMIC TILE

TG-2 TILE GROUT MAPEI WATER FOUNTAIN ACCENT WALL TILE GROUT 1.800.992.6273CHARCOAL 47
KITCHEN BACKSPLASH TILE GROUT 1.800.992.6273SAHARA BEIGE 11

TL-1 PORCELAIN FLOOR TILE AMERICAN OLEAN SCENE: SHORE SC02-UNPOLISHED 12x24 TILE: SEE A401 FOR TILE PATTERN: TG-1 TRADITIONS IN TILE: 678.423.4247

SOLID SURFACE CORIAN MATTERHORNSS-2 SEE INTERIORS FOR LOCATIONS

SCENE: SHORE SC02-UNPOLISHED

SOLID SURFACE CORIAN BRONZITESS-3 SEE INTERIORS FOR LOCATIONS

SHAW CONTRACT GROUP 59494 CHAIN STITCH: 91585 MIXED METAL 24x24 TILE; ASHLAR INSTALLATION

TL-2 PORCELAIN FLOOR TILE AMERICAN OLEAN SHIMMERING SAND MOSAIC: A66 1x1 TILE MOSAIC BLEND: TG-1 TRADITIONS IN TILE: 678.423.4247

TL-10 PORCELAIN TILE BASE AMERICAN OLEAN 1" COVE BASE: SHOWER 109&111 AREA BASE TRADITIONS IN TILE: 678.423.4247BISCUIT A13

TL-7 PORCELAIN TILE AMERICAN OLEAN 2" BULLNOSE: SHOWER AREA TILE TRIM TRADITIONS IN TILE: 678.423.4247BISCUIT A13
TL-2 PORCELAIN TILE AMERICAN OLEAN SHIMMERING SAND MOSAIC: A66 1x1 TILE MOSAIC BLEND: TG-1 TRADITIONS IN TILE: 678.423.4247

SHAW CONTRACT GROUP 24x24 TILE; ASHLAR INSTALLATION59494 CHAIN STITCH: 91750 COCO
800.257.7429
800.257.7429

L.M. SCOFIELD COMPANY RUSTIC BARK 4405CONC-1 CONCRETE DYE SEE A401 FOR LOCATIONS
LEATHER 1245CONC-2 CONCRETE DYE

PT-3 PAINT SHERWIN WILLIAMS RUSTIC RED SW 7593 CONFERENCE ROOM ACCENT 1.800.4.SHERWIN

WB-2 WOOD BASE RANDALL BROTHERS STAIN  CLASSIC CHERRY SW 3110 RB 9923 & RB 127: STAIN GRADE; TROPHY CASE BASE 1.888.711.7971

PT-4 PAINT SHERWIN WILLIAMS ICE CUBE SW 6252 RESTROOM 207 & 208 1.800.4.SHERWIN

TL-8 PORCELAIN TILE AMERICAN OLEAN SNOW LEOPARD A68 1x1 TILE MOSAIC BLEND: TG-2 TRADITIONS IN TILE: 678.423.4247

LAMINATE FORMICA TERRIL 2297-58: MATTE FINISH 1.800.FORMICAPL-2 RESTROOMS 207 & 208

SOLID SURFACE CORIAN SORRELSS-4 SEE INTERIORS FOR LOCATIONS

SIGNATURE SPORTS FLOOR SIGNAFLEX AQUA: CHARCOALRF-2 RESILIENT SHOWER ROLL 2MM SLIP RESISTENT SHOWER FLOOR SAL AIELLO 1.347.308.7771
SIGNATURE SPORTS FLOOR SIGNAFLEX AQUA LR: CHARCOALRF-3 RESILIENT SHOWER ROLL 2MM SLIP RESISTENT SAL AIELLO 1.347.308.7771

SEE A401 FOR LOCATIONS

STAIN  CLASSIC CHERRY SW 3110

SOLID SURFACE CORIAN NATURAL GREYSS-5 SEE INTERIORS FOR LOCATIONS

TG-3 TILE GROUT MAPEI
TG-4 TILE GROUT MAPEI WHITE 00 RESTROOM 207 & 208 1.800.992.6273

MANUFACTURERMATERIAL
EXTERIOR FINISH LEGEND

DESCRIPTION AND NOTESKEYNOTE COLOR/ FINISH CONTACT

PT-X PAINT SHERWIN WILLIAMS TBD SW 0000 EXTERIOR TRIM PAINT 1.800.4.SHERWIN
ROOF SURFACE COATINGTNEMECPT-X PAINT

PT-X PAINT SHERWIN WILLIAMS TBD SW 0000 EXTERIOR STAIR AND COLUMN PAINT 1.800.4.SHERWIN
PT-X PAINT SHERWIN WILLIAMS TBD SW 0000 LAP SIDING PAINT 1.800.4.SHERWIN

SOUTHEASTERN RESOURCES 770.242.9605

770.920.6000

C.H.BRIGGS/PAUL STEVENS 678.662.0919
C.H.BRIGGS/PAUL STEVENS 678.662.0919
C.H.BRIGGS/PAUL STEVENS 678.662.0919
C.H.BRIGGS/PAUL STEVENS 678.662.0919

CANOPY 130GN

L.M. SCOFIELD COMPANY
770.920.6000

FINISH SCHEDULES
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DESCRIPTIONSSYMBOLS

WIRING & EQUIPMENT

   

J-Box Clg / Wall Mtd. @ 24" AFF UNO

Flexible Conduit, LT Damp-Wet Areas

Solid Curved- Concealed Wiring

Solid Straight- Exposed Wiring

Dashed- In-Slab Or U.G. Wiring

Arrowhead- Home Run As Shwon

Surf. Mtd Multi-Channel Raceway

Grounding Symbol / Grnd Rod

Plywood Bkbd, Size As Noted

Motor, F- Fract. HP, #- HP

30A, 3P, 600V, NEMA-3R Encls
Manual Motor Rated Switch,

Ratings As Noted Or Scheduled
Magnetic Motor Combo Starter / Switch,

Electric Heat Unit

Disc. Switch, Ratings As Noted

T Transformer & Clerances

Panel / Distb. Panel & Clearances

Distrib. Equip. & Clearances

NOTES & COMMENTS

Lower Case Letters (i.e.- a,b,c- - -).
4-Grouping Of Controls / Switching May Be Indicated By

Insulated Ground (IG) Conductor.
Have A Seperate (Non-Shared) Netural & A Shared 
3- Where IG CKts. Are Required, Each IG Ckt. Shall
 
Per Code U.N.O.
Provided With A Green Ground Wire (#12 Min), Size 
2- Every Ckt., Regardless Of Conduit Type,  Shall Be 
 
Pole OCP Required At Panel.
No More Than (2) 3-Ckt/ 4-Wire Homeruns. Note Multi-
Panel May Be Combined Into Multi-Circuit Homeruns Of
1- Single Branch Circuit Homeruns (#12) To The Same

N
O

T
E

S

AFF
18"

AFF
18"

AFF
18"

V
-

D

MTD
FLR

AFF
BTM 18"

60" AFF
TOP

AFF
18"

DESCRIPTIONSSYMBOLS MTG/UNO

LOW-VOLTAGE DEVICE - ROUGH-INS

     Products, Set-Ups, Programming, & Related.
6- The Owner / Tenant Provides All The Remaing Materialsl, Installation,
5- All Conduit / Raceway Bends Shall Be Long-Radius Bends (10X Diameter). 
    Products, Set-Ups, Programming, & Related.
    Extended To The Tenants Accessible Plenum With Pull-String.
    With Low-Voltage Device Mounting Plates and 1.25" E.C. Under-Floor &
4- Floor Box Mounted Devices= Provide A Floor Box Of Type As Prescribed
     Pull-String From Box To Conduit End & Tied-Off.
     With 1.25" Conduit Stub-Up To Accessible Ceiling Plenum With A 
3- Wall Box & Stub Up=  2-Gang (4" Square) Box With 1-Gang Plater-Ring, 
2- Ring & String= 2-Gang Wall Plaster Ring & String To Accessible Plenum.
     Stub-Ups. The Low-Voltage Cabling & System(s) Is "By-Others".
     Device Shown Consisting Of A "Ring & String" And / Or Wall-Box & Conduit 
1- This Contractor Is To Provide For Wiring Pathways For Each Low-Voltage

PLY-WOOD, SIZE A PRESCRIBED
BACKBOARD, 0.75" THICK A/D GRADE 
VOICE-DATA EQUIP.- PROVIDE WALL MTD.

CABINET, FREE STANDING (BY OTHERS)
VOICE-DATA EQUIPMENT RACK/

WALL MOUNTED (BY OTHERS)
VOICE-DATA EQUIPMENT PANEL,

QTY. JACKS AS SHOWN
VOICE JACK WALL MTD

QTY OF JACKS AS SHOWN
DATA JACK WALL MTD

QTY. JACK DEVICES AS SHOWN
COMBO VOICE-DATA JACKS

DUPLEX PLATE WALL MTD
TV / BROADBAND JACK(S)

DESCRIPTIONS15A 20A MTG/UNO

RECEPTACLE DEVICES

COMMENTS & NOTES

10- Multiple Adjacent Devices Shall Be Mtd In Multi-Gang Box With Multi-Gang Cover.
09- Field Verify Final Exact Location Prior To Rough-In With Archt., Owner / User.
08- Color As Selected By Owner / Tenant Or Architect.
       Performance, Rating & Size, Are Acceptable.
07- Products Of Other Manufactures, Equivalent In Apperance, Features, 
06- Provide Smooth Finish Matching P&S Trade-Master Grade Cover Plates.
05- Device Face To Decor Style Unless Not Available In Decor Style.
04- Devices To Be Legrand / P&S, PlugTail, Specification Grade Devices, UNO.
03- Devices To Be NFTA (Buy American) Where Avialable.
02- Devices To Be FSUL-WS896, FSUL-WC596 Compliant Where Applicable.
01- Devices To Be UL20, UL498 Listed & Labeled Where Applicable.

18" AFF

18" AFF

18" AFF

18" AFF

18" AFF

18" AFF

18" AFF RCPT- DUPLEX

RCPT- DUPLEX GFCI

RCPT- SINGLE

RCPT- DUPLEX -TOP SWITCHED

WP WP
18" AFF

RCPT- QUAD (TWO DUPLEX)

& WP IN-USE COVER
RCPT- DUPLEX WR-GFCI

(SEE WIRING NOTES)
RCPT- DUPLEX ISO.GRN.

(SEE WIRING NTS)
RCPT- TWO DUPLEX ISO. GRN.

18" AFF RCPT- TAMPER RESISTIANT DUPLEX

18" AFF RCPT- TAMPER RESISTIANT DUPLEX GFCI

ELECTRICAL PLAN- 1st LEVEL

1st LEVEL
PLAN

ELECTRICAL
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P
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C
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LEGEND NOTES

01 01

48" 48"

48"48"

48" 48"

48"

48"

48"

GB
48"48"

J02

J

0303

A
ll
 4

8
" 

A
F
F

All 48" AFF

Riser
See

F-Pnl

E-Pnl

D-Pnl

LVRP

J02

J

WP

D-13

D-15

D-17

D-19

J

D-19,21,23

J

Simulator
Future Fire-Arm

120V-20A Ckts For
J-Box With 3-Dedicated

D-20,22,24

D-25 D-27

D-29
D-31

D-30

D-32

D-34

F-15

F-09

F-11

F-13

F-14

F-16

F-08
F-10

F-12

F-07

Teclo Bkbd-TBA

(2
) 
4
"C

G
From ITB Grnd
Serivce Ground
To Main Elect.
(1) #6 CU Grnd 

No Scale

Telco VD Distb.Riser
2

Radius Bends
Be 10X Long
All Bends To

-NOTE-

(2) 4"C
Line At Street
U.G. To Prop.

G
From ITB Grnd
Serivce Ground
To Main Elect.
(1) #6 CU Grnd 

Radius Bends
Be 10X Long
All Bends To

-NOTE-

TBB
BKBD

TELCO

TBA
BKBD

TELCO

(2
) 
4
"C
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SMART BOARD

SMART BOARD

SMART BOARD

SMART BOARD

1 2 3 4 5 6

A

B

C

1 IN = 8 FT 20 40
1

DETAIL # - MG NOT TO SCALE

TYP. DEVICE & PANEL MOUNTING

JACK

TELEPHONE

OUTLET/

CONTROLS

LIGHTING

IF APPLICABLE

PULL STATION

FIRE ALARM

TYPE SIGNALS

AUDIO/VISUAL

FIRE ALARM

OUTLET

PHONE

WALL 

FIELD VERIFY

COUNTER-

HORZ. ABOVE

DEVICE, MTD.

OUTLET OR

D
O

O
R

4
'-
6
"

4
8
"

8" 4"

1
8
"

6
'-
8
"

4"

TO STRUCTURE PER CODE.

CLEAR ABOVE EQUIPMENT 

PER CODE REQM
TS.

FRONT CLEARANCE

TO FLOOR OR STRUCTURE.

CLEAR BELOW EQUIPMENT 

CLEAR AREA.

MARK SAFTEY 

OSHA STRIPES TO

PAINT FLR. WITH 

BAORDPANELELC
T

ETC.

E-1.2

DESCRIPTIONSSYMBOLS

WIRING & EQUIPMENT

   

J-Box Clg / Wall Mtd. @ 24" AFF UNO

Flexible Conduit, LT Damp-Wet Areas

Solid Curved- Concealed Wiring

Solid Straight- Exposed Wiring

Dashed- In-Slab Or U.G. Wiring

Arrowhead- Home Run As Shwon

Surf. Mtd Multi-Channel Raceway

Grounding Symbol / Grnd Rod

Plywood Bkbd, Size As Noted

Motor, F- Fract. HP, #- HP

30A, 3P, 600V, NEMA-3R Encls
Manual Motor Rated Switch,

Ratings As Noted Or Scheduled
Magnetic Motor Combo Starter / Switch,

Electric Heat Unit

Disc. Switch, Ratings As Noted

T Transformer & Clerances

Panel / Distb. Panel & Clearances

Distrib. Equip. & Clearances

NOTES & COMMENTS

Lower Case Letters (i.e.- a,b,c- - -).
4-Grouping Of Controls / Switching May Be Indicated By

Insulated Ground (IG) Conductor.
Have A Seperate (Non-Shared) Netural & A Shared 
3- Where IG CKts. Are Required, Each IG Ckt. Shall
 
Per Code U.N.O.
Provided With A Green Ground Wire (#12 Min), Size 
2- Every Ckt., Regardless Of Conduit Type,  Shall Be 
 
Pole OCP Required At Panel.
No More Than (2) 3-Ckt/ 4-Wire Homeruns. Note Multi-
Panel May Be Combined Into Multi-Circuit Homeruns Of
1- Single Branch Circuit Homeruns (#12) To The Same

N
O

T
E

S

AFF
18"

AFF
18"

AFF
18"

V
-

D

MTD
FLR

AFF
BTM 18"

60" AFF
TOP

AFF
18"

DESCRIPTIONSSYMBOLS MTG/UNO

LOW-VOLTAGE DEVICE - ROUGH-INS

     Products, Set-Ups, Programming, & Related.
6- The Owner / Tenant Provides All The Remaing Materialsl, Installation,
5- All Conduit / Raceway Bends Shall Be Long-Radius Bends (10X Diameter). 
    Products, Set-Ups, Programming, & Related.
    Extended To The Tenants Accessible Plenum With Pull-String.
    With Low-Voltage Device Mounting Plates and 1.25" E.C. Under-Floor &
4- Floor Box Mounted Devices= Provide A Floor Box Of Type As Prescribed
     Pull-String From Box To Conduit End & Tied-Off.
     With 1.25" Conduit Stub-Up To Accessible Ceiling Plenum With A 
3- Wall Box & Stub Up=  2-Gang (4" Square) Box With 1-Gang Plater-Ring, 
2- Ring & String= 2-Gang Wall Plaster Ring & String To Accessible Plenum.
     Stub-Ups. The Low-Voltage Cabling & System(s) Is "By-Others".
     Device Shown Consisting Of A "Ring & String" And / Or Wall-Box & Conduit 
1- This Contractor Is To Provide For Wiring Pathways For Each Low-Voltage

PLY-WOOD, SIZE A PRESCRIBED
BACKBOARD, 0.75" THICK A/D GRADE 
VOICE-DATA EQUIP.- PROVIDE WALL MTD.

CABINET, FREE STANDING (BY OTHERS)
VOICE-DATA EQUIPMENT RACK/

WALL MOUNTED (BY OTHERS)
VOICE-DATA EQUIPMENT PANEL,

QTY. JACKS AS SHOWN
VOICE JACK WALL MTD

QTY OF JACKS AS SHOWN
DATA JACK WALL MTD

QTY. JACK DEVICES AS SHOWN
COMBO VOICE-DATA JACKS

DUPLEX PLATE WALL MTD
TV / BROADBAND JACK(S)

DESCRIPTIONS15A 20A MTG/UNO

RECEPTACLE DEVICES

COMMENTS & NOTES

10- Multiple Adjacent Devices Shall Be Mtd In Multi-Gang Box With Multi-Gang Cover.
09- Field Verify Final Exact Location Prior To Rough-In With Archt., Owner / User.
08- Color As Selected By Owner / Tenant Or Architect.
       Performance, Rating & Size, Are Acceptable.
07- Products Of Other Manufactures, Equivalent In Apperance, Features, 
06- Provide Smooth Finish Matching P&S Trade-Master Grade Cover Plates.
05- Device Face To Decor Style Unless Not Available In Decor Style.
04- Devices To Be Legrand / P&S, PlugTail, Specification Grade Devices, UNO.
03- Devices To Be NFTA (Buy American) Where Avialable.
02- Devices To Be FSUL-WS896, FSUL-WC596 Compliant Where Applicable.
01- Devices To Be UL20, UL498 Listed & Labeled Where Applicable.

18" AFF

18" AFF

18" AFF

18" AFF

18" AFF

18" AFF

18" AFF RCPT- DUPLEX

RCPT- DUPLEX GFCI

RCPT- SINGLE

RCPT- DUPLEX -TOP SWITCHED

WP WP
18" AFF

RCPT- QUAD (TWO DUPLEX)

& WP IN-USE COVER
RCPT- DUPLEX WR-GFCI

(SEE WIRING NOTES)
RCPT- DUPLEX ISO.GRN.

(SEE WIRING NTS)
RCPT- TWO DUPLEX ISO. GRN.

18" AFF RCPT- TAMPER RESISTIANT DUPLEX

18" AFF RCPT- TAMPER RESISTIANT DUPLEX GFCI

ELECTRICAL PLAN- 2nd LEVEL

2nd LEVEL
PLAN

ELECTRICAL

J

J

J

J

J

J

WP

WP

WP

WP

WP

J

J

J

J

J

J

J

J

J

J

48"48"

48"

48"48" 36" 36"

DW

Disp

J

EDF

48" 48" 48" 48"

48" 48"

LEGEND NOTES

01 01

0101

01

02
02

02

02

02

02J

03

03

03

03

03

030303
03

03

030303

04

04

04

04

05

06

07

48"

48"

B
-P

n
l

C
-P

n
l

48"

48" 48"

03

B-15/17

B-19

C-01

C-03

C-05

C-07

C-09

C-11

C-13
C-15 C-17

C-02

C-04

C-06
C-08 48"

C-10

C-12

C-14

C-16

C-18

C-20 C-22

C-19 C-21

C-25

C-27

C-29

C-24

C-26

C-28

C-30

C-23

C-31

C-31 C-33

C-32
C-34

C-36

C-38

C-37

COPYRIGHT @ 2015

R
GIA

0

E
G

M

M
A

D
D

O
X

TREB
O

R IGNE

N
E

E
R

E
T

RED

S
I

G
E

R

No
 1

32
52

PROFESSI
ONAL

SHEET NO:

SHEET TITLE:

COMMISSION / JOB NO:

1464.00

Issued> Permit, Construction

WITHOUT THE PERMISSION OF THE ENGINEER.
REPRODUCED, PUBLISHED OR USED IN ANY WAY
PROPERTY OF THE ENGINEER AND MAY NOT BE

THIS DRAWING AND ITS REPRODUCTIONS ARE THE

12/ 29/ 2014

PERMIT OR CONSTRUCTION
RELEASED FOR

20
1510

/2
9

10-29-15

770-471-9076
Jonesboro, GA 30236
9309 Seminole Road

maddoxgroup@comcast.net

DESIGN & ENGINEERING

GROUP
MADDOX

THE

14174_E12.dgn 10/22/2015 3:16:31 PM Maddox Group Inc.



DATE COMMENTS

PRINTED:

Prepared for 

K A Oldham Design, Inc.

KAOD

architecture

interiors

town planning

Newnan, Georgia 30263

Telephone: 770-683-9170

Facsimile: 770-683-9171
E-Mail: info@kaod.com

Web Site: www.kaod.com

14 East Washington Street

FACILITY
TRAINING
COUNTY
FAYETTE

30236
Jonesboro, Georgia

340 Hewell Road

COUNTY
FAYETTE

CELL EXTRACTION

202

FIREARMS SIM

204

MEN'S SHR/LKR

207

WOMEN'S SHR/LKR

208

DEFENSIVE TACTICS

210

CELL

D.T. STORAGE

205

CORRIDOR

201

OBSERVATION

203

CORRIDOR

215

JAN.

214

IT CLOSET

206

 

900 SQ FT

 

893 SQ FT

 

809 SQ FT

 

809 SQ FT

 

783 SQ FT

MULTIPURPOSE

209

MULTIPURPOSE

212

MULTIPURPOSE

213

MEDICAL SIMULATION

211

S
T
A
IR

2 S
T
A
IR

3

S
T
A
IR

1

1 2 3 4 5 6

A

B

C

1-1

FCU

1-2

FCU

1-3

FCU

1-4

FCU

1-10

FCU

1-11

FCU

1-12

FCU

1-13

FCU

1-18

FCU

1-19

FCU

1-20

FCU

1-17

FCU

1-21

FCU

1-16

FCU

1-14

FCU

1-15

FCU

1-9

FCU

1-8

FCU

1-6

FCU

1-7

FCU

1-5

FCU

1

HP

1

ERV

2

HP

3

HP

4

HP

5

HP

7

HP

8

HP

6

HP

2 3
4

B

C

Pull Down

Attic Stair

18X18

1
4

X
1
4

32X10 S/A

32X10 R/A18X16 S/A

24X8 EXHAUST

4

FCU

16X14 S/A

2

FCU

3

FCU

2

F

5

FCU

6

FCU

16X14 S/A

16X16 S/A

16X16 S/A

16X14 S/A

7

FCU

8

FCU

M
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R

PAD MTD
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1
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Riser
See

F-Pnl

E-Pnl

D-Pnl

LVRP

1 IN = 8 FT 20 40
1

E-1.3

DESCRIPTIONSSYMBOLS

WIRING & EQUIPMENT

   

J-Box Clg / Wall Mtd. @ 24" AFF UNO

Flexible Conduit, LT Damp-Wet Areas

Solid Curved- Concealed Wiring

Solid Straight- Exposed Wiring

Dashed- In-Slab Or U.G. Wiring

Arrowhead- Home Run As Shwon

Surf. Mtd Multi-Channel Raceway

Grounding Symbol / Grnd Rod

Plywood Bkbd, Size As Noted

Motor, F- Fract. HP, #- HP

30A, 3P, 600V, NEMA-3R Encls
Manual Motor Rated Switch,

Ratings As Noted Or Scheduled
Magnetic Motor Combo Starter / Switch,

Electric Heat Unit

Disc. Switch, Ratings As Noted

T Transformer & Clerances

Panel / Distb. Panel & Clearances

Distrib. Equip. & Clearances

NOTES & COMMENTS

Lower Case Letters (i.e.- a,b,c- - -).
4-Grouping Of Controls / Switching May Be Indicated By

Insulated Ground (IG) Conductor.
Have A Seperate (Non-Shared) Netural & A Shared 
3- Where IG CKts. Are Required, Each IG Ckt. Shall
 
Per Code U.N.O.
Provided With A Green Ground Wire (#12 Min), Size 
2- Every Ckt., Regardless Of Conduit Type,  Shall Be 
 
Pole OCP Required At Panel.
No More Than (2) 3-Ckt/ 4-Wire Homeruns. Note Multi-
Panel May Be Combined Into Multi-Circuit Homeruns Of
1- Single Branch Circuit Homeruns (#12) To The Same

1st LEVEL
MECH PLAN
ELECTRICAL

ELECTRICAL MECH PLAN- 1st LEVEL

J J J

JJJ

JJ

J JJ

JJJJ

J

J

J

J

J

J J

1 IN = 8 FT 20 40

ELECTRICAL MECH PLAN- MEZZ LEVEL
2

A
-P

n
l

A-02/04
FCU-03

A-01/03
FCU-02

A-09/11
FCU-05

A-05/07
FCU-04

B-01/02
FCU-06

B-09/11
FCU-08

B-05/07
FCU-07

A-10

Ltg Ckt
Conn To

D-01/03
HPU-03

D-05/07
HPU-07

D-09/11
HPU-04

D-02/04
HPU-05

D-06/08
HPU-06

D-10/12
HPU-02

D-14/16
HPU-08

WP
J B

WP
J B

WP
J B

WP
J B
WP
J B
WP
J B
WP
J B

A 20A,2P, MRTS Disc
208V, 1Ph, 0.3 Amps With
Typ Each FCU-01xx Units

30 kW, 208V, 3Ph
Water Heater

E-01/03

E-05/07

E-09/11

E-13/15

E-02/04/06

F-01/03/05
ERV-01

F-02/04
HPU-01

J 120V,1Ph
Damper

J 120V,1Ph
Damper

J 120V,1Ph
Damper

J

120V,1Ph
Damper

J

120V,1Ph
Damper

J
120V,1Ph
Damper

J
120V,1Ph
Damper

J
120V,1Ph
Damper

A-12,14,16

A-18,20,22

A-13,15

Verify Each Location
Typ. 120V Damper

Telco Bkbd-TBB

COPYRIGHT @ 2015

R
GIA

0

E
G

M

M
A

D
D

O
X

TREB
O

R IGNE

N
E

E
R

E
T

RED

S
I

G
E

R

No
 1

32
52

PROFESSI
ONAL

SHEET NO:

SHEET TITLE:

COMMISSION / JOB NO:

1464.00

Issued> Permit, Construction

WITHOUT THE PERMISSION OF THE ENGINEER.
REPRODUCED, PUBLISHED OR USED IN ANY WAY
PROPERTY OF THE ENGINEER AND MAY NOT BE

THIS DRAWING AND ITS REPRODUCTIONS ARE THE

12/ 29/ 2014

PERMIT OR CONSTRUCTION
RELEASED FOR

20
1510

/2
9

10-29-15

770-471-9076
Jonesboro, GA 30236
9309 Seminole Road

maddoxgroup@comcast.net

DESIGN & ENGINEERING

GROUP
MADDOX

THE

14174_E13.dgn 10/22/2015 3:15:44 PM Maddox Group Inc.



DATE COMMENTS

PRINTED:

Prepared for 

K A Oldham Design, Inc.

KAOD

architecture

interiors

town planning

Newnan, Georgia 30263

Telephone: 770-683-9170

Facsimile: 770-683-9171
E-Mail: info@kaod.com

Web Site: www.kaod.com

14 East Washington Street

FACILITY
TRAINING
COUNTY
FAYETTE

30236
Jonesboro, Georgia

340 Hewell Road

COUNTY
FAYETTE

E-2.0

SCHEDULES
LIGHTING

Lighting Fixture
Pendant Type

Clg. Panel

Fixture Canopy

Clg . Support Grid
Bracket Attached To
Ltg. Fixture Support

& Seismic Cable
To Support Bracket
Elect. Box Secured

Tee Grid (By Others)
Rated & Supported
Typ.- Verify Seismic

Attachment Point
Member To Secure
Cable From Structural
Slack Seismic Rated

IBC Category- D,E,F

Attachment Point
Member To Secure
Cable From Structural
Slack Seismic Rated

Ltg Fixt.
Can Style
Flush Mtd

Tee Grid (By Others)
Rated & Supported
Typ.- Verify SeismicClg. Panel

Fixture
Attached To
Electrical JBox

Support Grid
Attached To Clg.
Support Bracket
Lighting Fixture

If Applicable
Fixture Clg Trim

IBC Category- D,E,F

DETAIL # - MG NOT TO SCALE

TYPICAL LTG. FIXT. SEISMIC SUPPORT

(By Others)
Supported Tee Grid
Verify Seismic Rated &

Sheet Metal Screw
Clip With #6 x 0.25"
Fixture, Fixture-To-Grid
Typ (4) Seismic Per

Lig
hti

ng
 Fi

xtu
re

Ty
p G

rid
 St

yle

Lig
hti

ng
 Fi

xtu
re

Ty
p G

rid
 St

yle

Fixture Attachment Point
Structural Member To Secure
Seismic Rated Cable From
Typ. Diagonal Corners- Slack

LIGHTING GENERAL NOTES
NOTES & COMMNETS

FIXTURE TYPES  ARE INDICATED BY UPPER CASE CHARACTERS

SWITCHING GROUPS SHOWN BY LOWER CASE LTRS. WHERE APPLICABLE.

CIRCUIT GROUPING SHOWN BY NUMBERS, WHERE APPLICABLE.

REFER TO REFLECTED CEILING PLANS FOR EXACT FIXTURE LOCATIONS.

WP INDICATES WEATHER PROOF SWITCH COVER.

LIGHTING FIXTURES, GENERALLY CEILING MOUNTED

SHAPE GENERALLY INDICATES SHAPE OF FIXTURE

WALL OR BRACKET MOUNTED TYPE FIXTURE

FLUORESCENT STRIP TYPE FIXTURE

LIGHTING TRACK & FIXTURES

EXIT SIGNAGE FIXTURE

EXIT SIGNAGE WITH DIRECTIONAL ARROWS

EXIT SIGNAGE WITH EMERGENCY FLOOD LIGHTS

BATTERY TYPE EGRESS FIXTURES

SEE SCHD.

SEE SCHD.

SEE SCHD.

SEE SCHD.

SEE SCHD.

SEE SCHD.

SEE SCHD.

SEE SCHD.

DESCRIPTIONSSYMBOLS

LIGHTING FIXTURE SYMBOLS
MTG/UNO

XXX SEE SCHD. LIGHTING FIXTURE TYPE ID / TAG- SEE LTG FIXTURE SCHEDULE

SYMBOLS

LIGHTING CONTROLS

DESCRIPTIONS
GENERIC 

UNO
MTG

LEGRAND/P&S- UNO
MANUF. & SERIES

48" AFF

PT-20AC-XX

TM811-DTMO-XX

PT-262-XX

U1

U2

P1 P2

U1

U2

U3

WS 48" AFF

48" AFF

V1

V2

RATINGS

1200W-F @ 277V
800W-F @ 120V
800W-I @ 120V

Power Pack
20A, 120/ 277V
24 VDC Sensor

Power Pack
20A, 120/ 277V
24 VDC Sensor

20A,120V,277V,G

3 Pole, 30A, 600V

Tx PT-262-XX
120V & 277V

20A; Grnd
1= SPST; 2= 2PST; 3= 3-Way; 4= 4-Way

(T)oggle Switch, 

48" AFFKx
120V & 277V

20A; Grnd
1= SPST; 2= 2PST; 3= 3-Way; 4= 4-Way

(K)ey Operated Switch, 

48" AFFIx
120V & 277V

20A; Grnd

48" AFFMa
120V & 277V

20A; Grnd
(a) Subscript Indicates Switching Group, Etc.

(M)omentary Contact Switch, 1-Pole 3-Position

48" AFFD1
Incandescent, CFL & LED Compatable

(D)immer, (1/3) Way, Line Voltage, Full Off

150W-CFL, 600W-I
120V, G

C-L Dimmers
Lutron Maestro

48" AFFD0
Control Wires
0-10V Analog

Series
Lutron Diva

Switch, Level Slider, Pwr-Fail Memory

(D)immer, (0-10V) Analog Control; On-Off

SM 7803 Switch & 7833 EnclsSwitch Motor Rated, NEMA 3R Enclosure 

(W)eather-(P) Toggle Switch, 1-Pole & WP Cover PT-262-XX & CA1GL

MANUAL DEVICES

SENSOR DEVICES

(V1-1P)= OS-300S-XX

(V2-2P)= OSR-300S-XXAuto or Man On, Adjustable Time OFF
(V)acancy Sensor, (1/2) Ckt, PIR, Wall Mtd. 

1200W-F @ 277V
800W-F/I @ 120V

20x15 Minor & 35x30 Major Motion Range
Self-Adaptive, Off Warning, Man/ Auto Select
(U)ltra-Sonic/PIR Dual Sensor, (1/2) Ckt, (U1-1P)= WDT-100-XX

(U2-2P)= WDT-200-XX48" AFF
Wall Mt.

48" AFF
Wall Mt.

Per Manuf
Clg Mtd

Per Manuf
Clg Mtd

P1- 500 Sq Ft, P2- 1200 Sq FT Coverage Range
RFI & EMI Resistant, Adjust. Delay & Sensitivity
(P)IR Occupancy Sensor, (1/2/x) Range, Power Pack,

CD
Power Pack

20A, 120/ 277V
24 VDC Sensor

Per Manuf
Clg Mtd

U1- 500 SF, U2-1100 SF, U3- 2200 SF Range
RFI & EMI Resistant, Adjust. Delay & Sensitivity
(U)ltra-Sonic Sensor, (1/2/x) Range, Power Pack,

360D-Sensing, 1000 SF Range
RFI & EMI Resistant, Adjust. Delay & Sensitivity
(C)ombo (D)ual-Tech, US/PIR Sensor, Power Pack,

P1-500SF= CS-500

P2-1200SF= CS-1200

U1-500SF= CSU-600

U2-1100SF= CSU-1100
U3-2200SF= CSU-2200

CD-1000SF= CSD-1000

COMMENTS & NOTES

    Features, Performance, Rating & Size, Are Acceptable.
8- Products Of Other Manufactures, Equivalent In Apperance, 
7- Color As Selected By Owner / Tenant Or Architect.
6- Provide Smooth Finish Matching P&S Trade-Master Grade Cover Plates.
5- Device Face To Decor Style Unless Not Available In Decor Style.
4- Devices To Be Legrand / P&S, PlugTail, Spec. Grade Devices, UNO.
3- Devices To Be NFTA (Buy American) Where Avialable.
2- Devices To Be NEMA WD-1 & WD-6 Compliant Where Applicable.
1- Devices To Be UL20, Listed & Labeled Where Applicable.

       In Multi-Gang Box With Multi-Gang Cover
11- Multiple Adjacent Devices Shall Be Mounted
       Case Letters (i.e.-a,b,c)
10- Control / Grouping Indicated By Lower
       Rough-Ins Per Archt., Owner/ User.
09- Field Verify Exact Final Location Prior To 

1= SPST; 2= 2PST; 3= 3-Way; 4= 4-Way

(I)lluminated When On Switch (UNO), 

La
Manuf Criteria

Low-Voltage Per
48" AFF
Wall Mt.

LOW-VOLTAGE RELAY (LVR) SWITCHING

(a) SubScript Indicates Switching Group, Etc.

(L)ow-Voltage Relay Switching Device(s)
Switching System Criteria

Refer To Low-Voltage

COPYRIGHT @ 2015

R
GIA

0

E
G

M

M
A

D
D

O
X

TREB
O

R IGNE

N
E

E
R

E
T

RED

S
I

G
E

R

No
 1

32
52

PROFESSI
ONAL

SHEET NO:

SHEET TITLE:

COMMISSION / JOB NO:

1464.00

Issued> Permit, Construction

WITHOUT THE PERMISSION OF THE ENGINEER.
REPRODUCED, PUBLISHED OR USED IN ANY WAY
PROPERTY OF THE ENGINEER AND MAY NOT BE

THIS DRAWING AND ITS REPRODUCTIONS ARE THE

12/ 29/ 2014

PERMIT OR CONSTRUCTION
RELEASED FOR

20
1510

/2
9

10-29-15

770-471-9076
Jonesboro, GA 30236
9309 Seminole Road

maddoxgroup@comcast.net

DESIGN & ENGINEERING

GROUP
MADDOX

THE

14174_E20.dgn 10/22/2015 3:14:48 PM Maddox Group Inc.



DATE COMMENTS

PRINTED:

Prepared for 

K A Oldham Design, Inc.

KAOD

architecture

interiors

town planning

Newnan, Georgia 30263

Telephone: 770-683-9170

Facsimile: 770-683-9171
E-Mail: info@kaod.com

Web Site: www.kaod.com

14 East Washington Street

FACILITY
TRAINING
COUNTY
FAYETTE

30236
Jonesboro, Georgia

340 Hewell Road

COUNTY
FAYETTE

CELL EXTRACTION

202

FIREARMS SIM

204

MEN'S SHR/LKR

207

WOMEN'S SHR/LKR

208

DEFENSIVE TACTICS

210

CELL

D.T. STORAGE

205

CORRIDOR

201

OBSERVATION

203

CORRIDOR

215

JAN.

214

IT CLOSET

206

 

900 SQ FT

 

893 SQ FT

 

809 SQ FT

 

809 SQ FT

 

783 SQ FT

MULTIPURPOSE

209

MULTIPURPOSE

212

MULTIPURPOSE

213

MEDICAL SIMULATION

211

S
T
A
IR

2 S
T
A
IR

3

S
T
A
IR

1

1 2 3 4 5 6

A

B

C

M
T

R

UTILTY

PAD MTD

C
L
E

A
R

A
N

C
E

S

1
0
 F

T
 F

R
O

N
T

A
N

D
 S
ID

E
S

GB

Riser
See

F-Pnl

E-Pnl

D-Pnl

LVRP

C

C

C

C C

C

CC

C

C C

C C C

CCC

C

1 IN = 8 FT 20 40
1

E-2.1

LIGHTING PLAN- 1st LEVEL

1st LEVEL
PLAN

LIGHTING

A3 A3

A3 A3 A3

A3 A3

A3 A3 A3

V
2

XC

A3X

A3X

A3 A3

A3 A3 A3

A3 A3

A3 A3 A3

V
2

XC

A3X

A3X

A3 A3

A3 A3 A3

A3 A3

A3 A3 A3

V
2

XC

A3X

A3X

XC

XC

V
2

A1 A1 A1 A1 A1A1X A1X A1X

A1

A1X

A1X A1

A1

A1X

D0

BBB

B B B

XC

V2

QX J

Q Q

Q

QX

Fixt. In Cell Box
Coord. Mtg Of

QX

Q Q

Q

Q Q

V
2

J

J

XZ

XZ

V1

QX QX Q

Q

QX

V
1J

J

V
2XZ

B

C

C

C

C

C

C

C

C

N

CC

RX

RX

RXRX

RX

RX

NN

NN

N N

KX

KX

KX

KX

U1U1

QX

Q

QX

XZ

J WBX

JJJ

J

WB

J J J

WAWAWAWAWAWAWA

Q

Q

Q

Q

Q

Q

Q

Q

Q

Q

Q

Q

Q

QXQX

J

Q

Of Joist
Mt. To Btm

Btm Fixt. At Btm Joist
Mt. Between Joist

Btm Fixt. At Btm Joist
Mt. Between Joist

La

L
a

J

D
0

J

E

E

E

E

EEEEEEE

J

U1U1

U1 U1

V
1 R

XZ

XCXCXC

J J

XZ

LEGEND NOTES

02

04

02

01

04

E-08
E-10E-12

E-14

E-16

E-18

E-20
J

Q

Q

Q

Q

Q

Q

Q

Q

Q

Q

QXQX

J

Btm Fixt. At Btm Joist
Mt. Between Joist

Q

Q

Q

XZ

E-22,24 E-26,28E-17

E-29

01

COPYRIGHT @ 2015

R
GIA

0

E
G

M

M
A

D
D

O
X

TREB
O

R IGNE

N
E

E
R

E
T

RED

S
I

G
E

R

No
 1

32
52

PROFESSI
ONAL

SHEET NO:

SHEET TITLE:

COMMISSION / JOB NO:

1464.00

Issued> Permit, Construction

WITHOUT THE PERMISSION OF THE ENGINEER.
REPRODUCED, PUBLISHED OR USED IN ANY WAY
PROPERTY OF THE ENGINEER AND MAY NOT BE

THIS DRAWING AND ITS REPRODUCTIONS ARE THE

12/ 29/ 2014

PERMIT OR CONSTRUCTION
RELEASED FOR

20
1510

/2
9

10-29-15

770-471-9076
Jonesboro, GA 30236
9309 Seminole Road

maddoxgroup@comcast.net

DESIGN & ENGINEERING

GROUP
MADDOX

THE

14174_E21.dgn 10/22/2015 3:13:25 PM Maddox Group Inc.



DATE COMMENTS

PRINTED:

Prepared for 

K A Oldham Design, Inc.

KAOD

architecture

interiors

town planning

Newnan, Georgia 30263

Telephone: 770-683-9170

Facsimile: 770-683-9171
E-Mail: info@kaod.com

Web Site: www.kaod.com

14 East Washington Street

FACILITY
TRAINING
COUNTY
FAYETTE

30236
Jonesboro, Georgia

340 Hewell Road

COUNTY
FAYETTE

SMART BOARD

SMART BOARD

SMART BOARD

SMART BOARD

1 2 3 4 5 6

A

B

C

2 3
4

B

C

Pull Down

Attic Stair

18X18

1
4

X
1
4

32X10 S/A

32X10 R/A18X16 S/A

24X8 EXHAUST

16X14 S/A

16X14 S/A

16X16 S/A

16X16 S/A

16X14 S/A

B
-P

n
l

C
-P

n
l

A
-P

n
l

C

C
C

C

C

C

CC C C

C

C

1 IN = 8 FT 20 40
1

E-2.2

LIGHTING PLAN- 2nd LEVEL

2nd LEVEL
PLAN

LIGHTING

A3X

B B B B B

B

B

XC

P
1

J2

P1

J2

B B B B B

B

B

XC

V
2

V
2

V
2

V
2

V
2

D
1

V
2

V
2

V
2

V
2

A

XC

A

P
1

J2

J3

J3

V
1

V
1

XC

J3

J3

V
1

V
1

B B B B B B B

B

B B

BB

B B

B

B

B

B

B

B

BB

B B

B

B

XC

XC

XC

M

M

MMMM

C

C

CC

C

C

NN

N

N

N

N

N

O

V1

J

U1

U1U1

U1

P
PP

A3

A3

A3

A3

A3

A3

A3

A3

A3

A3 A3

A3

A3

A3

A3

A3

A3

A3

A3

A3

A3

A3

A3

A3

A3X

A3

A3

A3

A3

A3

A3

A3

A3

A3X

A3

A3

A3

A3

A3 A3

A3A3A3

A3A3A3

A3A3

A3X

XC

A1

A2

A2

V
1

A1X A1 A1 A1 A1 A1 A1

A1

A1X A1X A1X

A1 A1

A1XA1X

A1

A1

A1X

B B B B B

L

D0

A1

A1X

D0

H

P1

KXKX

RX RX

RR

P

J

R

P1

JWBX

WBX

J

WBXJ

WBX

J

JJ

WBWBWB WB

J J

B B B B

B

B

B

BBBB
B

B

B

J J

JJ

J

WA WA

WAWA

J

J

J JJ

J

WBX

J

J

A
T

0-60 Min Timer
In Attic At Pull-Down Stair

Auto-Timer Toggle Sw

A-17

0101

01 02
03

07

04

01

01

01

02

07

04

03

XCR

KX

P
1

F
a
n

T1

T1

J

G

0101

01

08

08

0101

01

08

08

10

10

10

La 11

La

11

11

La

LEGEND NOTES

D0

J

101
.0
"E

C

WE

WE

WE

WE

WE

WE

1313

J

13

1
.0
"E

C

10

J

J

J

J

B-02

B-04

B-06

B-08

B-10

B-12

B-14

B-16

B-18

E-19

E-21

E-23
10

E-25

T1

A2 A2 A2

A2 A2 A2

A2

E-25

E

E

B-13

10

E-27

COPYRIGHT @ 2015

R
GIA

0

E
G

M

M
A

D
D

O
X

TREB
O

R IGNE

N
E

E
R

E
T

RED

S
I

G
E

R

No
 1

32
52

PROFESSI
ONAL

SHEET NO:

SHEET TITLE:

COMMISSION / JOB NO:

1464.00

Issued> Permit, Construction

WITHOUT THE PERMISSION OF THE ENGINEER.
REPRODUCED, PUBLISHED OR USED IN ANY WAY
PROPERTY OF THE ENGINEER AND MAY NOT BE

THIS DRAWING AND ITS REPRODUCTIONS ARE THE

12/ 29/ 2014

PERMIT OR CONSTRUCTION
RELEASED FOR

20
1510

/2
9

10-29-15

770-471-9076
Jonesboro, GA 30236
9309 Seminole Road

maddoxgroup@comcast.net

DESIGN & ENGINEERING

GROUP
MADDOX

THE

14174_E22.dgn 10/22/2015 3:11:27 PM Maddox Group Inc.



DATE COMMENTS

PRINTED:

Prepared for 

K A Oldham Design, Inc.

KAOD

architecture

interiors

town planning

Newnan, Georgia 30263

Telephone: 770-683-9170

Facsimile: 770-683-9171
E-Mail: info@kaod.com

Web Site: www.kaod.com

14 East Washington Street

FACILITY
TRAINING
COUNTY
FAYETTE

30236
Jonesboro, Georgia

340 Hewell Road

COUNTY
FAYETTE

E-3.0 r0

Selonid Vavle
Gas Shut-Off

Phone System
To Auto Dialer Or

Source
To Power

Typ. FA Manual Pull Station(s)

Typ. Smoke Detector(s)

Typ. Audio & Visual Signal(s)

Typ. HVAC Smoke Detectors & Shut-Down Relay

HVAC HVACHVAC

NOTE - Generic Only - Refer To FA Manuf. Documents For Detailed Requirments Not To Scale

SD SD SD

R R R

S S S

P PP

W WC

(Existing)
Panel

Control
Alarm
Fire

FIRE ALARM RISER DIAGRAM - BASIC

Flow & Tamper Devices
Typ. Branch(s) Fire Prot.

Flow & Tamper Devices
Bldg. Main Fire Prot.

CEILING

6"

FIRE FIRE

DETAIL # - MG NOT TO SCALE

F.A. DEVICE TYP. MOUNTING DETAIL

Not Less Than 06" BFC
Not Less Than 90" AFF And

Tops Of Wall Mtd FA Appliances

Door

Less 3 Inches
To Door Width
Spacing Equal

Door Holder
Magnetic

Pull Station
Manual FA

From Door
60 Inches

Not To Exceed
Pull Stations

42" Min - 54" Max (NFPA)
48" AFF Max (ADA)

S
id
e
 W

a
ll

Strobe
Bed-Room

24" Min. ADA

[NFPA 72 - A-4-4.4.1.1(1)]
80 Ft x 80 Ft Or Greater

55 Ft. From Each Other In Rooms
In Any Field Of View, Spaced A Minimum Of
Synchronize More Than Two FA Appliances

Of Air Supply
Min. 36" Clear

Device
Air Supply

Inches
Than 04

No Closer

Or Heat Detector
Ceiling Mtd. Smoke

Or Heat Detector
Ceiling Mtd. Smoke

Or Heat Detector
Wall Mtd. Smoke

Floor Level
Finished

Jack
Phone Or

Fire Fighter

4
 I
n
c
h
e
s

N
o
 L
e
s
s
 T

h
a
n

1
2
 I
n
c
h
e
s

M
a
x
im

u
m

4 Inches
No Less Than

Edge Of The Device
Are To The Closest
Note- Measurments

DESCRIPTIONSMTG/UNO

FIRE ALARM (FA) SYSTEM DEVICES
CLG MTD WALL MTD

N
O

T
E

S

1- Install Per NFPA, NEC & Local Codes & Requirments.

2- All Components U.L. Listed & Labeled & Installed Per U.L.

3- All Componets Shall Be Matched & U.L. Listed For Use With Other Devices.

4- All Cabling Shall Be Per Code & Installed In Protected Manner.

48" AFF

8" BFC

Top 60" AFF

On Piping

Per Code

Top 60" AFF

On Equip

At Door

FA Control Panel

FA Voice Panel

8" BFC

On Piping

Possible
High As

Top 60" AFF

Top 60" AFF FA Transponder / Transmitter

Top 60" AFF FA Communicator

Top 60" AFF FA Elevator Status / Recall

Top 60" AFF FA Remote Power & Terminal Unit

48" AFF

A

J

FA Fire-Fighter Comm: Phone

FA Fire-Fighter Comm: Phone Accessbile

FA Fire-Fighter Comm: Phone Jack

24" AFF

S S FA Detector- Smoke (Type Per Criteria)

8" BFCSI SI

8" BFCSP SP

FA Detector- Smoke (Ionization Type)

FA Detector- Smoke (Photoelectric Type)

Air DuctSD SD

ST

SR 8" BFC

FA Detector- Smoke- Beam Transmitter

FA Detector- Smoke- Beam Receiver

8" BFCH H FA Detector- Heat (Type Per Criteria)

8" BFCHC HC FA Detector- Heat Combo (Fixed & Rise)

8" BFCHF HF FA Detector- Heat Fixed Temp

8" BFCHR HR FA Detector- Heat Rate-Of-Rise

8" BFCF F FA Detector- Flame (Type Per Criteria)

On Piping

On Piping

Per Code

Per Code

FA Signal: Audio Horn Only

Per Code

Per Code

FA Signal: AV Combo Speaker-Strobe

FA Signal: Trumpet 2-Way Spkr & Strobe

Possible
High As

FA Signal: Trumpet 4-Way Spkr & Strobe

48" AFF
 

FA Manual Pull Station

FA Detector- Duct Mtd Type

W

C W

WC

C W

WC

P

G

R

O

FACP

FAVP

FASA

FATR

FAC

FAESR

FARPT

FA Signal: AV Combo Horn-Strobe

FA Signal: Visual Strobe Only

FA Signal: Audio Speaker Only

C

Possible
High As

FA Signal: Trumpet 1-Way Spkr & StrobeC W

C W

C W

FA Ctrl Device: Relay- Misc

FA Ctrl Device: Gas Shut-Off Solenoid

FA Ctrl Device: Door Hold-Release

FA FP Sprinkler: Tamper Switch

FA FP Sprinkler: Water Flow Switch

FA FP Sprinkler: Combo Flow & Tamper

FA Panel System Annunciator

CRITERIA
SYSTEM

FIRE ALARM
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FIRE ALARM (FA) SYSTEM DEVICES
CLG MTD WALL MTD

N
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S

1- Install Per NFPA, NEC & Local Codes & Requirments.

2- All Components U.L. Listed & Labeled & Installed Per U.L.

3- All Componets Shall Be Matched & U.L. Listed For Use With Other Devices.

4- All Cabling Shall Be Per Code & Installed In Protected Manner.
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At Door
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FA Voice Panel
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Air DuctSD SD
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FA Ctrl Device: Relay- Misc

FA Ctrl Device: Gas Shut-Off Solenoid

FA Ctrl Device: Door Hold-Release

FA FP Sprinkler: Tamper Switch
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FA Panel System Annunciator

S

S

S

S

S S

S

S S S

SSS

S

S

SSSS

SS

S S

S

P

P

P

P

S

C

C

C

C C

C

CC

C

C C

C C C

CCC

C

COPYRIGHT @ 2015

R
GIA

0

E
G

M

M
A

D
D

O
X

TREB
O

R IGNE

N
E

E
R

E
T

RED

S
I

G
E

R

No
 1

32
52

PROFESSI
ONAL

SHEET NO:

SHEET TITLE:

COMMISSION / JOB NO:

1464.00

Issued> Permit, Construction

WITHOUT THE PERMISSION OF THE ENGINEER.
REPRODUCED, PUBLISHED OR USED IN ANY WAY
PROPERTY OF THE ENGINEER AND MAY NOT BE

THIS DRAWING AND ITS REPRODUCTIONS ARE THE

12/ 29/ 2014

PERMIT OR CONSTRUCTION
RELEASED FOR

20
1510

/2
9

10-29-15

770-471-9076
Jonesboro, GA 30236
9309 Seminole Road

maddoxgroup@comcast.net

DESIGN & ENGINEERING

GROUP
MADDOX

THE

14174_E31.dgn 10/22/2015 3:04:46 PM Maddox Group Inc.



DATE COMMENTS

PRINTED:

Prepared for 

K A Oldham Design, Inc.

KAOD

architecture

interiors

town planning

Newnan, Georgia 30263

Telephone: 770-683-9170

Facsimile: 770-683-9171
E-Mail: info@kaod.com

Web Site: www.kaod.com

14 East Washington Street

FACILITY
TRAINING
COUNTY
FAYETTE

30236
Jonesboro, Georgia

340 Hewell Road

COUNTY
FAYETTE

SMART BOARD

SMART BOARD

SMART BOARD

SMART BOARD

1 2 3 4 5 6

A

B

C

2 3
4

B

C

Pull Down

Attic Stair

18X18

1
4

X
1
4

32X10 S/A

32X10 R/A18X16 S/A

24X8 EXHAUST

4

FCU

16X14 S/A

2

FCU

3

FCU

2

F

5

FCU

6

FCU

16X14 S/A

16X16 S/A

16X16 S/A

16X14 S/A

7

FCU

8

FCU

U1

U1U1

U1

1 IN = 8 FT 20 40
1

E-3.2

2nd LEVEL
PLAN

FIRE ALARM

FIRE ALARM PLAN- 2nd LEVEL

1 IN = 8 FT 20 40
2

FIRE ALARM PLAN- MEZZ

SD

R

SD

R

SD

R

SD

R

SD

R

SD

R

SD

R

SD R

FCU-08

F
C

U
-0

7
F

C
U
-0

6

F
C

U
-0

5

F
C

U
-0

2

F
C

U
-0

4

F
C

U
-0

3
F

C
U
-0

2

S

S

S S S S S S S S S

S

S

S

S

S

S

S

S

S

S

S

S

S

S S S S

SS

S S S

S

S

S

C

C
C

C

C

C

CC C C

W

W

W

C

P

P P

C

S

DESCRIPTIONSMTG/UNO

FIRE ALARM (FA) SYSTEM DEVICES
CLG MTD WALL MTD

N
O

T
E

S

1- Install Per NFPA, NEC & Local Codes & Requirments.

2- All Components U.L. Listed & Labeled & Installed Per U.L.

3- All Componets Shall Be Matched & U.L. Listed For Use With Other Devices.

4- All Cabling Shall Be Per Code & Installed In Protected Manner.

48" AFF

8" BFC

Top 60" AFF

On Piping

Per Code

Top 60" AFF

On Equip

At Door

FA Control Panel

FA Voice Panel

8" BFC

On Piping

Possible
High As

Top 60" AFF

Top 60" AFF FA Transponder / Transmitter

Top 60" AFF FA Communicator

Top 60" AFF FA Elevator Status / Recall

Top 60" AFF FA Remote Power & Terminal Unit

48" AFF

A

J

FA Fire-Fighter Comm: Phone

FA Fire-Fighter Comm: Phone Accessbile

FA Fire-Fighter Comm: Phone Jack

24" AFF

S S FA Detector- Smoke (Type Per Criteria)

8" BFCSI SI

8" BFCSP SP

FA Detector- Smoke (Ionization Type)

FA Detector- Smoke (Photoelectric Type)

Air DuctSD SD

ST

SR 8" BFC

FA Detector- Smoke- Beam Transmitter

FA Detector- Smoke- Beam Receiver

8" BFCH H FA Detector- Heat (Type Per Criteria)

8" BFCHC HC FA Detector- Heat Combo (Fixed & Rise)

8" BFCHF HF FA Detector- Heat Fixed Temp

8" BFCHR HR FA Detector- Heat Rate-Of-Rise

8" BFCF F FA Detector- Flame (Type Per Criteria)

On Piping

On Piping

Per Code

Per Code

FA Signal: Audio Horn Only

Per Code

Per Code

FA Signal: AV Combo Speaker-Strobe

FA Signal: Trumpet 2-Way Spkr & Strobe

Possible
High As

FA Signal: Trumpet 4-Way Spkr & Strobe

48" AFF
 

FA Manual Pull Station

FA Detector- Duct Mtd Type

W

C W

WC

C W

WC

P

G

R

O

FACP

FAVP

FASA

FATR

FAC

FAESR

FARPT

FA Signal: AV Combo Horn-Strobe

FA Signal: Visual Strobe Only

FA Signal: Audio Speaker Only

C

Possible
High As

FA Signal: Trumpet 1-Way Spkr & StrobeC W

C W

C W

FA Ctrl Device: Relay- Misc

FA Ctrl Device: Gas Shut-Off Solenoid

FA Ctrl Device: Door Hold-Release

FA FP Sprinkler: Tamper Switch

FA FP Sprinkler: Water Flow Switch

FA FP Sprinkler: Combo Flow & Tamper

FA Panel System Annunciator

F
A

C
P

Telco Bkbd
1.0"C TO Main

S

E-36

COPYRIGHT @ 2015

R
GIA

0

E
G

M

M
A

D
D

O
X

TREB
O

R IGNE

N
E

E
R

E
T

RED

S
I

G
E

R

No
 1

32
52

PROFESSI
ONAL

SHEET NO:

SHEET TITLE:

COMMISSION / JOB NO:

1464.00

Issued> Permit, Construction

WITHOUT THE PERMISSION OF THE ENGINEER.
REPRODUCED, PUBLISHED OR USED IN ANY WAY
PROPERTY OF THE ENGINEER AND MAY NOT BE

THIS DRAWING AND ITS REPRODUCTIONS ARE THE

12/ 29/ 2014

PERMIT OR CONSTRUCTION
RELEASED FOR

20
1510

/2
9

10-29-15

770-471-9076
Jonesboro, GA 30236
9309 Seminole Road

maddoxgroup@comcast.net

DESIGN & ENGINEERING

GROUP
MADDOX

THE

14174_E32.dgn 10/22/2015 3:07:43 PM Maddox Group Inc.



COMMISSION NO:

SHEET TITLE:

SHEET NO:

14 East Washington Street
Newnan, Georgia 30263
Telephone: (770) 683-9170
Fax: (770) 683-9171
E-Mail: info@kaod.com
Web Site: www.kaod.com

DATE COMMENTS

©

K A O l d h a m D e s i g n , I n c

PRINTED

10.23.15 FOR BIDDING

FAYETTE
COUNTY
TRAINING
FACILITY

1464.00

Prepared for

FAYETTE CO.

PLUMBING DETAILS
AND SCHEDULES



COMMISSION NO:

SHEET TITLE:

SHEET NO:

14 East Washington Street
Newnan, Georgia 30263
Telephone: (770) 683-9170
Fax: (770) 683-9171
E-Mail: info@kaod.com
Web Site: www.kaod.com

DATE COMMENTS

©

K A O l d h a m D e s i g n , I n c

PRINTED

10.23.15 FOR BIDDING

FAYETTE
COUNTY
TRAINING
FACILITY

1464.00

Prepared for

FAYETTE CO.

FIRST FLOOR PLAN -
SANITARY PIPING



COMMISSION NO:

SHEET TITLE:

SHEET NO:

14 East Washington Street
Newnan, Georgia 30263
Telephone: (770) 683-9170
Fax: (770) 683-9171
E-Mail: info@kaod.com
Web Site: www.kaod.com

DATE COMMENTS

©

K A O l d h a m D e s i g n , I n c

PRINTED

10.23.15 FOR BIDDING

FAYETTE
COUNTY
TRAINING
FACILITY

1464.00

Prepared for

FAYETTE CO.

BASEMENT PLAN -
SANITARY PIPING



COMMISSION NO:

SHEET TITLE:

SHEET NO:

14 East Washington Street
Newnan, Georgia 30263
Telephone: (770) 683-9170
Fax: (770) 683-9171
E-Mail: info@kaod.com
Web Site: www.kaod.com

DATE COMMENTS

©

K A O l d h a m D e s i g n , I n c

PRINTED

10.23.15 FOR BIDDING

FAYETTE
COUNTY
TRAINING
FACILITY

1464.00

Prepared for

FAYETTE CO.

FIRST FLOOR PLAN -
WATER PIPING



COMMISSION NO:

SHEET TITLE:

SHEET NO:

14 East Washington Street
Newnan, Georgia 30263
Telephone: (770) 683-9170
Fax: (770) 683-9171
E-Mail: info@kaod.com
Web Site: www.kaod.com

DATE COMMENTS

©

K A O l d h a m D e s i g n , I n c

PRINTED

10.23.15 FOR BIDDING

FAYETTE
COUNTY
TRAINING
FACILITY

1464.00

Prepared for

FAYETTE CO.

BASEMENT PLAN -
WATER PIPING


